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LEGAL DESCRIPTION

PROJECT TYPE

CONSTRUCTION TYPE

PROJECT SCOPE

DEFERRED SUBMITTALS

RELATED PERMITS

03-30-19-33-0000

N2SWSW SURV V64 P78

NEW CONSTRUCTION

TYPE VB, FULLY SPRINKLERED

NEW SINGLE STORY OUTPATIENT CLINIC (16,953 GSF).  PROJECT
WILL INCLUDE A MED-ASSISTED THERAPY (MAT), A PRIMARY CARE
AND A DENTAL CLINIC.  OTHER SUPPORT SPACES WILL INCLUDE
ADMINISTRATION AREAS, LOBBY AREAS, AND COUNSELLING
ROOMS.

N/A

N/A

THIS PROJECT IS A 17,093 SQ. FT. OUTPATIENT CLINIC DESIGNED TO PROVIDE A WIDE RANGE OF 
ADDICTION TREATMENT SERVICES TO THOSE IN THE LOCAL AND SURROUNDING SEQUIM 
COMMUNITY. THE BUILDING WILL ALSO OFFER CHILDCARE AND PROVIDE SOCIAL SERVICES TO 
PATIENTS TO HELP FACILITATE THEIR RECOVERY. WITHIN THE NEW BUILDING THERE WILL BE FOUR 
MAIN SERVICES OFFERED TO PATIENTS. THREE EXAM ROOMS, INCLUDING ONE FOR BARIATRIC 
PATIENTS, WILL BE AVAILABLE TO PROVIDE PRIMARY CARE SERVICES. TWELVE COUNSELING 
ROOMS AND FOUR LARGE GROUP ROOMS THAT CAN OPEN TO THE EXTERIOR ARE INCLUDED TO 
PROVIDE AN IDEAL ENVIRONMENT FOR A RANGE OF SOCIAL SERVICES. THREE OPERATORIES AND 
X-RAY IMAGING EQUIPMENT ARE WITHIN THE BUILDING FOR PROVIDING DENTAL SERVICES AND A 
PHARMACY AND THREE INDIVIDUAL CLINICAL DOSING ROOMS ARE DESIGNED TO PROVIDE CARE 
FOR PATIENTS IN NEED OF METHADONE ASSISTED TREATMENT. IN ADDITION TO THESE SPACES, 
THERE WILL BE A CHILD WATCH AREA WITH A STAFF MEMBER TO CARE FOR THE CHILDREN OF THE 
PATENTS DURING THE CLINICAL TREATMENT THEY REQUIRE. BEYOND THE SPACES FOR PATIENT 
CARE THE BUILDING INCLUDES A LARGE CONFERENCE ROOM, OFFICES AND ALL THE NECESSARY 
ADMINISTRATIVE AND SUPPORT SPACES REQUIRED TO OPERATE THE FACILITY. 
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GENERAL

INFORMATION

-- A --

A AMP
A/V AUDIO VISUAL
AB ANCHOR BOLT
ACC ACCESSORIES
ACST ACOUSTIC(AL)
ACT ACOUSTIC CEILING TILE
ADJ ADJACENT,

ADJUST(ABLE)
AFF ABOVE FLOOR FINISH
ALT ALTERNATE
ALUM ALUMINUM
APPROX APPROXIMATELY
ARCH ARCHITECT(URAL)
AUTO AUTOMATIC

-- B --

BATH BATHROOM
BD BOARD
BED BEDROOM
BLDG BUILDING
BLKG BLOCKING
BM BEAM
BO BOTTOM OF
BTWN BETWEEN
BUR BUILT UP ROOF(ING)

-- C --

CAB CABINET
CALC CALCULATION
CB CATCH BASIN,

CORNER BEAD
CEM CEMENT
CFOI CONTRACTOR FURNISHED & OWNER INSTALLED
CG CORNER GUARD
CH COAT HOOK
CIP CAST IN PLACE
CJ CONTROL JOINT,

CONSTRUCTION JOINT
CL CENTERLINE
CLG CEILING
CLO CLOSET
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CO CLEAN OUT
COL COLUMN
CONC CONCRETE
CONF CONFERENCE
CONN CONNECT(ION)
CONSTR CONSTRUCTION
CONT CONTINUE,

CONTINUOUS
CONTR CONTRACTOR
COORD COORDINATE
CORR CORRIDOR
CP CEMENT PLASTER
CPT CARPET
CRL CHAIR RAIL
CS CONCRETE SEALER
CSMT CASEMENT
CTR CENTER

-- D --

D DEEP,
DRYER

DBL DOUBLE
DEB DRY ERASE BOARD
DEMO DEMOLISH(ED),

DEMOLITION
DEPT DEPARTMENT
DET DETAIL
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DISP DISPOSAL
DL DEAD LOAD
DN DOWN
DP DECORATIVE PANEL
DR DOOR,

DINING ROOM,
DRAIN

DS DOWNSPOUT
DW DISHWASHER
DWG DRAWING
DWR DRAWER

-- E --

E EAST
EA EACH
EC EDGE OF CURB
EE EACH END
EIFS EXTERIOR INSULATION & FINISH SYSTEM
EF EACH FACE
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
EMER EMERGENCY
ENCL ENCLOSE(D),

ENCLOSURE
EP ELECTRICAL PANELBOARD
EQ EQUAL
EQUIP EQUIPMENT
EST ESTIMATE(D)
EW EACH WAY
EWC ELECTRIC WATER COOLER
EWH ELECTRIC WATER HEATER
EXH EXHAUST
EXIST EXISTING
EXP EXPOSED,

EXPANSION
EXT EXTERIOR

-- F --

FA FIRE ALARM
FAAP FIRE ALARM ANNUNCIATOR PANEL
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONNECTION
FDTN FOUNDATION
FDV FIRE DEPARTMENT VALVE
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET 
FF FACTORY FINISH,

FINISH FACE
FH FIRE HYDRANT
FHC FIRE HOSE CABINET
FHR FIRE HOSE RACK,

FIRE HOSE REEL
FILM SPECIALTY FILM
FIN FINISH(ED)
FIXT FIXTURE
FLASH FLASHING
FLR FLOOR
FLUOR FLUORESCENT
FMF FLEXIBLE MEMBRANE FLASHING

-- F CONTINUED --

FOB FACE OF BRICK
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOM FACE OF MASONRY
FOS FACE OF STUD
FPL FIREPLACE
FRP FIBER REINFORCED PLASTIC
FRTW FIRE RETARDANT TREATED WOOD
FRZ FREEZER
FS FULL SIZE
FT FOOT,

FEET
FTG FOOTING
FURN FURNITURE

-- G --

G GROUND
GA GAUGE
GALV GALVANIZED
GAR GARAGE
GB GRAB BAR
GC GENERAL CONTRACTOR
GEN GENERAL
GFRG GLASS REINFORCED PLASTER,

GLASS FIBER REINFORCED GYPSUM
GI GALVANIZED IRON
GL GLASS,

GLAZING
GLULAM GLUE LAMINATED
GR GROSS
GT GROUT
GWB GYPSUM WALL BOARD

-- H --

H HIGH,
HEIGHT

HB HOSE BIB
HC HOLLOW CORE
HDR HEADER
HDW HARDWARE
HGR HANGER
HM HOLLOW METAL
HRL HANDRAIL
HORIZ HORIZONTAL
HR HOURS
HT HEIGHT
HVAC HEATING, VENTILATION & AIR CONDITIONING
HWT HOT WATER TANK

-- I --

IIC IMPACT INSULATION CLASS
IN INCH(ES)
INC INCREASE
INCL INCLUDE(D),

INCLUDING
INFO INFORMATION
INSTL INSTALL(ATION)
INSUL INSULATION
INT INTERIOR

-- J --

JAN JANITOR
JBOX JUNCTION BOX
JT JOINT

-- K --

KD KILN DRIED
KIT KITCHEN
KW KILOWATT

-- L --

L LEFT,
LINEN,
LONG

LAB LABORATORY
LAM LAMINATE(D)
LAU LAUNDRY
LAV LAVATORY
LB(S) POUND(S)
LDG LANDING
LINO LINOLEUM
LL LIVE LOAD
LOC LOCATION
LPT LOW POINT
LR LIVING ROOM
LRG LARGE
LT LIGHT
LTG LIGHTING
LVR LOUVER

-- M --

M/S MIRROR & SHELF
MACH MACHINE
MAINT MAINTENANCE
MATL MATERIAL
MAX MAXIMUM
MB MACHINE BOLT
MBR MASTER BEDROOM
MC MEDICINE CABINET
MDO MEDIUM DENSITY OVERLAY
MECH MECHANIC(AL)
MED MEDIUM
MEDS MEDICINE, 

MEDICAL
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MFRREC MANUFACTURER'S RECOMMENDATION(S)
MGR MANAGER
MH MANHOLE
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MO MASONRY OPENING,

MONITOR
MTD MOUNTED
MTL METAL
MULL MULLION
MULT MULTIPLE
MW MICROWAVE OVEN

-- N --

N NORTH
NA NOT APPLICABLE
NC NOISE CRITERIA,

NURSE CALL
NCAP NURSE CALL ANNUNCIATOR PANEL
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE

-- O --

O/ OVER
OA OVERALL
OC ON CENTER
OCC OCCUPANTS,

OCCUPANT LOAD,
OCCUPANCY

OD OUTSIDE DIAMETER
OFCI OWNER FURNISHED & CONTRACTOR INSTALLED
OFOI OWNER FURNISHED & OWNER INSTALLED
OFD OVERFLOW DRAIN
OFF OFFICE
OGL OBSCURE GLASS
OH OVERHEAD
OPH OPPOSITE HAND
OPNG OPENING
OPP OPPOSITE
ORD OVERFLOW ROOF DRAIN
OZ OUNCE

-- P --

P PAINT(ED),
PANTRY

PC PORTLAND CEMENT
PCC PRECAST CONCRETE
PED PEDESTAL
PERF PERFORATED
PERM PERMANENT
PERP PERPENDICULAR
PFP PREPARED FOR PAINT
PIV POST INDICATOR VALVE
PL PLATE,

PROPERTY LINE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLBG PLUMBING
PLYWD PLYWOOD
PMTL PAINTED METAL
PNT POINT
PP POWER POLE
PR PAIR
PREFAB PREFABRICATE
PRELIM PRELIMINARY
PRKG PARKING
PROP PROPERTY
PS PROJECTOR SCREEN
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PT PRESERVATIVE TREATED,

PRESSURE TREATED,
POST TENSIONED

PTD PAPER TOWEL DISPENSER
PTN PARTITION
PVC POLYVINYL CHLORIDE,

POLYVINYL CHLORIDE PIPE 
PVD PROVIDE
PVG PAVING
PVR PAVERS

-- Q --

QTY QUANTITY
QTZ QUARTZ

-- R --

R RISER,
RADIUS

R/S ROD & SHELF
RA RETURN AIR
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REBAR REINFORCING BAR
REC RECESSED
RECPT RECEPTACLE
REF REFERENCE,

REFRIGERATOR
REINF REINFORCE(D),

REINFORCING
RES RESILIENT 
REQD REQUIRED
REST RESTROOM
RET RETAINING
REV REVISED,

REVISION
RF RAISED FLOOR(ING)
RH ROBE HOOK
RM ROOM
RO ROUGH OPENING
RP RADIUS POINT
RS ROUGH SAWN
RT RIGHT
RVL REVEAL

-- S --

S SOUTH,
SINK

SAN SANITARY
SC SOLID CORE
SCD SEAT COVER DISPENSER
SCHED SCHEDULE
SD SOAP DISH,

SOAP DISPENSER,
STORM DRAIN

SEAL SEALER,
SEALANT

SECT SECTION
SEP SEPARATION
SF SQUARE FEET
SG SAFETY GLASS,

SAFETY GLAZING
SHR SHOWER
SHT SHEET
SHTG SHEATHING,

SHEETING
SHLV SHELVING
SIM SIMILAR
SM SHEET METAL
SND SANITARY NAPKIN DISPOSAL
SOG SLAB ON GRADE
SOL SOLID SURFACE
STO STONE
SPEC SPECIFICATION(S)
SPKLR SPRINKLER
SPKR SPEAKER
SQ SQUARE
SQIN SQUARE INCH
SS SERVICE SINK,

SANITARY SEWER
SST STAINLESS STEEL
ST STREET,

STAIN
STA STATION
STC SOUND TRANSMISSION CLASS
STD STANDARD
STL STEEL
STOR STORAGE
STRUCT STRUCTURAL
SU SOILED UTILITY
SUBFL SUBFLOOR
SUSP SUSPENDED
SW SWITCH
SYM SYMMETRICAL

-- T --

T TREAD, 
TILE

T&B TOP AND BOTTOM
T&G TONGUE AND GROOVE
TB TOWEL BAR
TEL TELEPHONE
TEMP TEMPORARY,

TEMPERATURE
TER TERRAZZO
THK THICK(NESS)
TI TENANT IMPROVEMENT
TL TOTAL LOAD
TMPD TEMPERED
TO TOP OF
TOB TOP OF BEAM
TOC TOP OF CURB,

TOP OF CONCRETE
TOF TOP OF FOOTING,

TOP OF FLOOR,
TOP OF FRAME

TOS TOP OF SLAB,
TOP OF STEEL

TOW TOP OF WALL
TPD TOILET PAPER DISPENSER
TR TRANSITION STRIP
TV TELEVISION
TYP TYPICAL

-- U --

UC UNDERCOUNTER,
UNDERCABINET,
UNDERCUT

UGND UNDERGROUND
UNO UNLESS NOTED OTHERWISE
UP UTILITY POLE
UTIL UTILITY

-- V --

V VOLT(AGE)
VCT VINYL COMPOSITION TILE
VEH VEHICLE
VEND VENDING MACHINE
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VNR VENEER
VTO VENT TO OUTSIDE
VTR VENT THROUGH ROOF

-- W --

W WEST,
WIDE,
WASHING MACHINE

W/ WITH
W/D WASHER & DRYER
W/O WITHOUT
WB WALL BASE
WC WATER CLOSET,

WALL COVERING
WCO WINDOW COVERING
WD WOOD
WF WIDE FLANGE
WH WATER HEATER
WIC WALK-IN CLOSET
WIN WINDOW
WM WIRE MOLD,

WATER METER,
WIRE MESH

WO WALK-OFF FLOORING
WP WORK POINT,

WATERPROOFING,
WEATHERPROOF

WPM WATERPROOF MEMBRANE
WR WATER REPELLENT,

WATER RESISTANT
WRB WATER RESISTANT BARRIER
WSCT WAINSCOT
WRC WASTE RECEPTACLE
WT WEIGHT
WWF WELDED WIRE FABRIC

-- ASSOCIATIONS & CODES --

AISI AMERICAN IRON AND STEEL INSTITUTE
AMCA AIR MOVING & CONDITIONING ASSOCIATION
ANSI AMERICAN NATIONAL STANDARDS INSTITUTE
APA AMERICAN PLYWOOD ASSOCIATION
APWA AMERICAN PUBLIC WORKS ASSOCIATION
ARIB ASPHALT ROOFING INDUSTRY BUREAU
ASME AMERICAN SOCIETY OF MECHANICAL ENGINEERS
ASTM AMERICAN SOCIETY FOR TESTING & MATERIALS
AWI AMERICAN WOODWORK INSTITUTE
AWS AMERICAN WELDING SOCIETY
AWWA AMERICAN WATER WORKS ASSOCIATION
CRSI CONCRETE REINFORCING STEEL INSTITUTE
CS COMMERCIAL STANDARD OF THE US DEPARTMENT OF COMMERCE
CSI CONSTRUCTION SPECIFICATIONS INSTITUTE
FGI FACILITY GUIDELINES INSTITUTE
FGMA FLAT GLASS MARKETING ASSOCIATION
GA GYPSUM ASSOCIATION
HUD US DEPARTMENT OF HEALTH & URBAN DEVELOPMENT
IBC INTERNATIONAL BUILDING CODE
ICC INTERNATIONAL CODE COUNCIL
IEEE INSTITUTE OF ELECTRICAL & ELECTRONIC ENGINEERS
IFC INTERNATIONAL FIRE CODE
IMC INTERNATIONAL MECHANICAL CODE
IRC INTERNATIONAL RESIDENTIAL CODE
IPCEA INSULATED POWER CABLE ENGINEER ASSOCIATION
MLA METAL LATH ASSOCIATION
NAAMM NATIONAL ASSOCIATION OF ARCHITECTURAL METAL MANUFACTURERS
NEMA NATIONAL FIRE PROTECTION ASSOCIATION
NWMA NATIONAL WOODWORK MANUFACTURER'S ASSOCIATION
OSHA OCCUPATIONAL SAFETY & HEALTH ADMINISTRATION
PS PRODUCT STANDARD OF US DEPARTMENT OF COMMERCE
SDI STEEL DECK INSTITUTE,

STEEL DOOR INSTITUTE
SMACNA SHEET METAL & AIR CONDITIONING CONTRACTORS NATIONAL ASSOCIATION
SSPC STEEL STRUCTURES PAINTING COUNCIL
TCA TILE COUNCIL OF AMERICA
UL UNDERWRITER'S LABORATORIES
UPC UNIFORM PLUMBING CODE
WAC WASHINGTON ADMINISTRATIVE CODE
WISHA WASHINGTON INDUSTRIAL SAFETY AND HEALTH ACT
WSDOH WASHINGTON STATE DEPARTMENT OF HEALTH
WSDSHS WASHINGTON STATE DEPARTMENT OF SOCIAL & HEALTH SERVICES
WSEC WASHINGTON STATE ENERGY CODE
WSVIAQC WASHINGTON STATE VENTILATION & INDOOR AIR QUALITY CODE
WWPA WESTERN WOOD PRODUCTS ASSOCIATION
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CONTINUOUS AIR BARRIER

A CONTINUOUS AIR BARRIER SHALL BE PROVIDED THROUGHOUT THE BUILDING THERMAL 
ENVELOPE.  SEE OUTLINE AND SHADED AREA OF BUILDING THERMAL ENVELOPE IN THE FLOOR 
PLANS AND BUILDING SECTIONS BELOW.  THE CONTINUOUS AIR BARRIER SHALL BE CONSTRUCTED 
TO COMPLY WITH THE FOLLOWING:

1. THE AIR BARRIER SHALL BE CONTINUOUS FOR ALL THERMAL ENVELOPE ASSEMBLIES AND 
ACROSS THE JOINTS AND ASSEMBLIES.

2. AIR BARRIER JOINTS, SEAMS AND PENETRATIONS SHALL BE SEALED, CAULKED AND/OR 
GASKETED AS APPROPRIATE WITH COMPATIBLE MATERIALS.

3. AIR BARRIERS AND SEALING MATERIALS SHALL BE SECURELY INSTALLED SO AS NOT TO 
DISLODGE, LOOSEN OR OTHERWISE IMPAIR ITS ABILITY TO RESIST POSITIVE AND NEGATIVE 
PRESSURE FROM WIND, STACK EFFECT, AND MECHANICAL VENTILATION.

4. WHERE FIRE SPRINKLERS PENETRATE THE AIR BARRIER, THEY SHALL BE SEALED IN A MANNER 
RECOMMENDED BY THE FIRE SPRINKLER MANUFACTURER.  CAULKING OR OTHER ADHESIVE 
SEALANTS SHALL NOT BE USED TO FILL VOIDS BETWEEN FIRE SPRINKLER COVER PLATES AND 
WALLS OR CEILINGS.

5. WHERE RECESSED LIGHTING FIXTURES PENETRATE THE AIR BARRIER, THEY SHALL BE ALL OF 
THE FOLLOWING PER WSEC C402.5.8:

a. IC RATED
b. LABELED AS HAVING AN AIR LEAKAGE RATE OF NOT MORE THAN 2.0 CFM WHEN TESTED PER 

ASTM E 283 AT A 1.57 PSF PRESSURE DIFFERENTIAL
c. SEALED WITH A GASKET OR CAULK BETWEEN THE HOUSING AND INTERIOR WALL OR 

CEILING COVERING.
6. IF REQUIRED, THE COMPLETED BUILDING SHALL BE TESTED PER WSEC C402.5.1.2:

a. THE AIR LEAKAGE RATE OF THE BUILDING ENVELOPE SHALL NOT EXCEED 0.40 CFM/FT2 AT A 
PRESSURE DIFFERENTIAL OF 0.30 INCHES WATER GAUGE AT THE UPPER 95% CONFIDENCE 
INTERVAL IN ACCORDANCE WITH ASTM E 779 OR AN EQUIVALENT METHOD APPROVED BY 
THE CODE OFFICIAL.

b. A REPORT THAT INCLUDES THE TESTED SURFACE AREA, FLOOR AREA, AIR BY VOLUME, 
STORIES ABOVE GRADE, AND LEAKAGE RATES SHALL BE SUBMITTED TO THE BUILDING 
OWNER AND THE CODE OFFICIAL.

c. IF THE TESTED RATE EXCEEDS THE ABOVE REQUIREMENT, A VISUAL INSPECTION SHALL BE 
CONDUCTED AND ANY LEAKS NOTED SHALL BE SEALED TO THE EXTENT PRACTICABLE.  AN 
ADDITIONAL REPORT IDENTIFYING THE CORRECTIVE ACTIONS TAKEN TO SEAL THE AIR 
LEAKS SHALL BE SUBMITTED TO THE BUILDING OWNER AND THE CODE OFFICIAL AND ANY 
FURTHER REQUIREMENT TO MEET THE AIR LEAKAGE RATE SHALL BE WAIVED.  

d. BUILDING ENVELOPE TESTING AGENCY SHALL REFER TO WSEC C402.5.1.2 FOR DETAILED 
TESTING REQUIREMENTS.

7. ROOMS CONTAINING FUEL-BURNING APPLIANCES SHALL COMPLY WITH WSEC C402.5.3.
8. DOORS AND ACCESS OPENINGS TO SHAFTS, CHUTES, STAIRWAYS AND ELEVATOR LOBBIES 

SHALL BE GASKETED, WEATHERSTRIPPED OR SEALED.  EXCEPTIONS:
a. DOOR OPENINGS REQUIRED TO COMPLY WITH FIRE-RESISTANT JOINT SYSTEMS, PER IBC 

715
b. DOORS AND DOOR OPENINGS REQUIRED TO COMPLY WITH UL 1784 PER IBC.

9. STAIRWAY ENCLOSURES, ELEVATOR SHAFT VENTS AND OTHER OUTDOOR AIR INTAKES AND 
EXHAUST OPENINGS INTEGRAL TO THE BUILDING ENVELOPE SHALL BE PROVIDED WITH 
DAMPERS IN ACCORDANCE WITH WSEC SECTION C403.2.4.3.

10. CARGO DOORS AND LOADING DOCK DOORS SHALL BE EQUIPPED WITH WEATHER SEALS TO 
RESTRICT INFILTRATION WHEN VEHICLES ARE PARKED IN THE DOORWAY.

11. MATERIALS QUALIFY AS AN AIR BARRIER WHEN THEY HAVE A MAXIMUM AIR PERMEABILITY NO 
GREATER THAN 0.004 CFM/FT2 UNDER A PRESSURE DIFFERENTIAL OF 0.3 INCHES WATER GAUGE 
WHEN TESTED IN ACCORDANCE WITH ASTM E 2178.  THE FOLLOWING COMPLY WITH THIS 
REQUIREMENT PROVIDED JOINTS ARE SEALED AND MATERIALS INSTALLED AS AIR BARRIERS IN 
ACCORDANCE WITH THE MANUFACTURER'S INSTRUCTIONS:

a. PLYWOOD WITH MINIMUM 3/8" THICKNESS
b. ORIENTED STRAND BOARD WITH MINIMUM 3/8" THICKNESS
c. EXTRUDED POLYSTYRENE INSULATION BOARD WITH MINIMUM 1/2" THICKNESS
d. FOIL-BACKED POLYISOCYANURATE INSULATION BOARD WITH MINIMUM 1/2" THICKNESS
e. CLOSED CELL SPRAY FOAM WITH MINIMUM 1.5 PCF AND MINIMUM 1.5" THICKNESS
f. OPEN CELL SPRAY FOAM WITH DENSITY BETWEEN 0.4 AND 1.5 PCF AND MINIMUM 4.5" 

THICKNESS
g. EXTERIOR OR INTERIOR GYPSUM BOARD WITH MINIMUM 1/2" THICKNESS
h. CEMENT BOARD WITH MINIMUM 1/2" THICKNESS
i. BUILT-UP ROOFING MEMBRANE
j. MODIFIED BITUMINOUS ROOF MEMBRANE
k. FULLY ADHERED SINGLE-PLY ROOF MEMBRANE
l. A PORTLAND CEMENT/SAND PARGE, OR GYPSUM PLASTER WITH MINIMUM 5/8" THICKNESS
m. CAST-IN-PLACE AND PRECAST CONCRETE
n. FULLY GROUTED CONCRETE BLOCK MASONRY
o. SHEET STEEL OR ALUMINUM

12. ASSEMBLIES OF MATERIALS AND COMPONENTS QUALIFY AS AN AIR BARRIER WHEN THEY HAVE 
A MAXIMUM AIR LEAKAGE OF 0.04 CFM/FT2 UNDER A PRESSURE DIFFERENTIAL OF 0.3 INCHES OF 
WATER GAUGE WHEN TESTED IN ACCORDANCE WITH ASTM E 2357, ASTM E 1677 OR ASTM E 283.  
THE FOLLOWING COMPLY WITH THIS REQUIREMENT PROVIDED JOINTS ARE SEALED AND 
CONSTRUCTION REQUIREMENTS ABOVE ARE MET:

a. CONCRETE MASONRY WALLS COATED WITH ONE APPLICATION EITHER OF BLOCK FILLER 
AND TWO APPLICATIONS OF A PAINT OR SEALER COATING.

b. A PORTLAND CEMENT/SAND PARGE, STUCCO OR PLASTER WITH MINIMUM 1/2" THICKNESS.

MAXIMUM VERTICAL FENESTRATION AREA [ C403.4.1 ]

• MAXIMUM ALLOWED: 30%
• PROVIDED: 21%

NOTES:
1. GROSS ABOVE-GRADE WALL AREA: 12,043 SF
2. GROSS VERTICAL FENESTRATION AREA:   2,588 SF

(2,588 / 12,043) X 100 = 21

THERMAL ENVELOPE SURFACE AREAS
WALLS: 12,043 SF

FLOOR: 17,093 SF

ROOF: 22,169 SF
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AIR BARRIER

INFORMATION

2015 WASHINGTON STATE ENERGY CODE (WSEC)

N

3/32" = 1'-0"
1

AIR BARRIER PLAN - LEVEL 1

3/32" = 1'-0"
3

AIR BARRIER SECTION 1
3/32" = 1'-0"

4
AIR BARRIER SECTION 2

3/32" = 1'-0"
2

AIR BARRIER SECTION 3

REVISION SCHEDULE



1. PROVIDE EXIT SIGNAGE PER 2015 IBC 1009.9, 1009.10, 1009.11, AND 1013.
2. PROVIDE MEANS OF EGRESS ILLUMINATION PER 2015 IBC 1008.

FIRE PARTITION, 1-HOUR

ROOM TAG W/ 
OCCUPANT LOAD COUNT

DOOR FIRE RATING45
 M

IN

00.00"

00.00"
MEANS OF EGRESS CAPACITY

WIDTH PROVIDED
WIDTH REQUIRED

EXIT SIGN

FIRE EXTINGUISHER

EXIT ACCESS 

123 EXIT DISCHARGE  
OCCUPANT LOAD

PATH OF EGRESS

ROOM NAME

###

[#]

MAX ALLOWABLE 300'-0"

PROVIDED 55' - 4"

1 2 3 4 5 7 9 10 12

A

C

D

E

F

G

H

J

K

221' - 8"

M
A

X
 A

LL
O

W
A

B
LE

 5
0'

-0
"

P
R

O
V

ID
E

D
 4

1'
 -

4"

MAX ALLOWABLE 300'-0"

PROVIDED 116' - 9"

93

92

92

173' - 8
"

1 1

CEO

112

[2]

OFFICE 01

113

[1]

OFFICE 02

114

[1]

OFFICE 03

111

[2]

OFFICE 04

110

[2]

CHILD TLT

109

[1]

ADMIN
CONFERENCE

106

[12]

SECURITY

104

[2]

STAFF TLT #1

120

[1]

DOSING 3

125

[1]

STAFF LOUNGE

116

[23]
CONFERENCE

117

[49]

STAFF TLT #2

128

[1]

DELIVERIES /
GENERAL
STORAGE

130

[1]

ELEC

148

[1]

MECH

149

[1]

COUNSELING 08

155

[2]

COUNSELING 06

159

[2]

STAFF TLT #3 /
SHWR

151

[1]

PAT. TLT #2

185

[1]

COUNSELING 02

164

[2]

COUNSELING 03

163

[2]

COUNSELING 04

162

[2]

COUNSELING 05

161

[2]

GROUP 1

195

[19]

GROUP 2

194

[20]

GROUP 3

193

[20]

VESTIBULE

100

[2]

OFFICE

142

[2]

OPERATORY #3

141

[2]

OPERATORY #2

140

[2]

HALL

127

[2]

HALL

150

[4]

HALL

160

[3]

HALL

153

[2]

DOSING 2

124

[1]

PHARMACY

121

[3]

HALL

118

[3]

HALL

115

[3]

HALL

105

[6]

PAT. TLT #1

184

[1]

92

MAX ALLOWABLE 300'-0"

PROVIDED 166' - 7"

GROUP 4

192

[20]

STAFF TLT

152

[1]

COUNSELING 07

157

[2]

IT/DATA

129

[1]

COUNSELING 09

154

[2]

COUNSELING 10

156

[2]

COUNSELING 11

158

[2]

JANITOR

145

[1]

MED GAS

146

[1]

PAT. TLT #4

131

[1]

STERILIZATION

138

[1]

STORAGE

137

[1]

OPERATORY #1

139

[2]

DENTAL LAB

136

[1]

STAFF RESPITE

143

[3]

PAN

135

[1]

COUNSELING 12

166

[2]

PHLEBOTOMY

175

[1]

EXAM #1

172

[2]

EXAM #2

171

[2]

BARIATRIC EXAM
#3

170

[2]

SOILED UTILITY

173

[1]

CLEAN / MEDS

174

[1]

UA TLT

183

[1]

SOCIAL WORKER

190

[2]

DOSING 1

123

[1]

SAFE

122

[1]

COUNSELING 01

165

[1]

JANITOR

126

[1]

PATIENT TLT #3

191

[1]

UA TLT

182

[1]

PROVIDER
OFFICE

180

[2]

LNDRY

150A

[1]

RECEPTION

103

[2]

CHILD WATCH

108

[10] CFO

107

[2]

STORAGE

119

[1]

HALL

212

[4]

DENTAL / PC
CHECK-IN

144

[2]

NURSE STATION
/ LAB

181

[4]

HALL

169

[4]

HALL

176

[2]

DOSING &
COUNSELING

WAITING

183

[24]

DENTAL / PC
WAITING

134

[23]

COVERED ENTRY

COVERED
OUTDOOR AREA

COVERED
OUTDOOR AREA

COVERED
OUTDOOR AREA

STO

224

[1]

HALL

225

[10]
MAIN LOBBY

101

[8]

HALL

227

[2]

HALL

133

[6]

COVERED ENTRY

FIRE
SPRINKLER

147

[1]

M
A

X
 A

LL
O

W
A

B
LE

 3
00

'-0
"

P
R

O
V

ID
E

D
 7

7'
 -

5"

MAX ALLOWABLE 100'-0"

PROVIDED 55' - 7"

11

2

2

2

2

2

B

6 8 11
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LIFE SAFETY PLAN -

LEVEL 1

OCCUPANT LOAD CHART BY ROOM

ROOM INFORMATION

OCCUPANCY
CLASSIFICATION

IBC 2015 TABLE 1004.1.2 MAXIMUM
FLOOR AREA ALLOWANCES PER

OCCUPANT

OCCUPANT
LOADNO. NAME AREA

FUNCTION OF
SPACE

LOAD
FACTOR

GROSS/
NET

169A CLOSET 18 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

170 BARIATRIC
EXAM #3

159 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

171 EXAM #2 115 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

172 EXAM #1 115 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

173 SOILED UTILITY 101 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

174 CLEAN / MEDS 101 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

175 PHLEBOTOMY 75 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

176 HALL 184 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

180 PROVIDER
OFFICE

119 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

181 NURSE
STATION / LAB

305 SF BUSINESS BUSINESS AREAS 100 SF GROSS 4

182 UA TLT 44 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

183 UA TLT 41 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

183 DOSING &
COUNSELING
WAITING

645 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 24

184 PAT. TLT #1 55 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

185 PAT. TLT #2 56 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

190 SOCIAL
WORKER

103 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

190A CLOSET 36 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

191 PATIENT TLT #3 54 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

192 GROUP 4 289 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 20

193 GROUP 3 289 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 20

194 GROUP 2 289 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 20

195 GROUP 1 291 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 19

212 HALL 312 SF BUSINESS BUSINESS AREAS 100 SF GROSS 4

224 STO 28 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

225 HALL 645 SF BUSINESS BUSINESS AREAS 100 SF GROSS 10

227 HALL 343 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

LEVEL 1
15400

SF
384

TOTAL
15400

SF
384

OCCUPANT LOAD CHART BY ROOM

ROOM INFORMATION

OCCUPANCY
CLASSIFICATION

IBC 2015 TABLE 1004.1.2 MAXIMUM
FLOOR AREA ALLOWANCES PER

OCCUPANT

OCCUPANT
LOADNO. NAME AREA

FUNCTION OF
SPACE

LOAD
FACTOR

GROSS/
NET

137 STORAGE 56 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

138 STERILIZATION 65 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

139 OPERATORY #1 129 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

140 OPERATORY #2 129 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

141 OPERATORY #3 129 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

142 OFFICE 109 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

143 STAFF RESPITE 246 SF BUSINESS BUSINESS AREAS 100 SF GROSS 3

144 DENTAL / PC
CHECK-IN

183 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

145 JANITOR 46 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

146 MED GAS 23 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

147 FIRE
SPRINKLER

63 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

148 ELEC 107 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

149 MECH 190 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

150 HALL 242 SF BUSINESS BUSINESS AREAS 100 SF GROSS 4

150 HALL 73 SF (none)

150 HALL 52 SF (none)

150A LNDRY 18 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

151 STAFF TLT #3 /
SHWR

77 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

152 STAFF TLT 48 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

153 HALL 154 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

154 COUNSELING
09

108 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

155 COUNSELING
08

97 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

156 COUNSELING
10

104 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

157 COUNSELING
07

96 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

158 COUNSELING
11

104 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

159 COUNSELING
06

93 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

160 HALL 229 SF BUSINESS BUSINESS AREAS 100 SF GROSS 3

161 COUNSELING
05

109 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

162 COUNSELING
04

100 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

163 COUNSELING
03

98 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

164 COUNSELING
02

98 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

165 COUNSELING
01

98 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

166 COUNSELING
12

116 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

169 HALL 345 SF BUSINESS BUSINESS AREAS 100 SF GROSS 4

OCCUPANT LOAD CHART BY ROOM

ROOM INFORMATION

OCCUPANCY
CLASSIFICATION

IBC 2015 TABLE 1004.1.2 MAXIMUM
FLOOR AREA ALLOWANCES PER

OCCUPANT

OCCUPANT
LOADNO. NAME AREA

FUNCTION OF
SPACE

LOAD
FACTOR

GROSS/
NET

100 VESTIBULE 124 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

101 MAIN LOBBY 780 SF BUSINESS BUSINESS AREAS 100 SF GROSS 8

103 RECEPTION 116 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

104 SECURITY 157 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

105 HALL 502 SF BUSINESS BUSINESS AREAS 100 SF GROSS 6

106 ADMIN
CONFERENCE

177 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 12

107 CFO 179 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

108 CHILD WATCH 298 SF BUSINESS DAY CARE 35 SF NET 10

108 CHILD WATCH 41 SF (none)

109 CHILD TLT 48 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

110 OFFICE 04 118 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

111 OFFICE 03 119 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

112 CEO 169 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

113 OFFICE 01 99 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

114 OFFICE 02 99 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

115 HALL 66 SF BUSINESS BUSINESS AREAS 100 SF GROSS 3

115 HALL 194 SF (none)

116 STAFF LOUNGE 339 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 23

117 CONFERENCE 719 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 49

118 HALL 223 SF BUSINESS BUSINESS AREAS 100 SF GROSS 3

119 STORAGE 25 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

120 STAFF TLT #1 70 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

121 PHARMACY 251 SF BUSINESS BUSINESS AREAS 100 SF GROSS 3

122 SAFE 41 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

123 DOSING 1 48 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

124 DOSING 2 46 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

125 DOSING 3 49 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

126 JANITOR 70 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

127 HALL 108 SF BUSINESS BUSINESS AREAS 100 SF GROSS 2

127 HALL 45 SF (none)

128 STAFF TLT #2 46 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

129 IT/DATA 84 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

130 DELIVERIES /
GENERAL
STORAGE

108 SF BUSINESS ACCESSORY
STORAGE AREAS,
MECHANICAL
EQUIPMENT ROOM

300 SF GROSS 1

131 PAT. TLT #4 49 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

132 VENDING 24 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

133 HALL 492 SF BUSINESS BUSINESS AREAS 100 SF GROSS 6

133 HALL 79 SF (none)

134 DENTAL / PC
WAITING

319 SF BUSINESS ASSEMBLY
WITHOUT FIXED
SEATS:
UNCONCENTRATED

15 SF NET 23

135 PAN 59 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

136 DENTAL LAB 73 SF BUSINESS BUSINESS AREAS 100 SF GROSS 1

NOTES & LEGEND - LIFE SAFETY PLAN

N

3/32" = 1'-0"
1

LEVEL 1 - LIFE SAFETY PLAN

GROSS BUILDING AREA
LEVEL OCCUPANCY CLASSIFICATION AREA

LEVEL 1 B 16,720 SF

BUILDING TOTAL 16,720 SF

KEY NOTES - F & LS FLOOR PLAN
# NOTE DESCRIPTION

1 SMALL ASSEMBLY SPACE CLASSIFIED AS GROUP B OCCUPANCY. [PER 2015 IBC 303.1.2 ]

2 COVERED OUTDOOR SPACES ARE EXEMPT FROM INCLUDING IN THE OCCUPANT LOAD
CALCULATION PER PROJECT REVIEW MEETING WITH CITY OF SEQUIM, COMMUNITY
DEVELOPMENT DEPARTMENT ON DECEMBER 05, 21019.

APPLICABLE CODES

SEQUIM MUNICIPAL CODE
WASHINGTON STATE AMENDMENTS
2015 WASHINGTON STATE ENERGY CODE (WSEC)
2015 INTERNATIONAL BUILDING CODE (IBC)
2015 INTERNATIONAL MECHANICAL CODE (IMC)
2015 INTERNATIONAL FIRE CODE (IFC)
2015 UNIFORM PLUMBING CODE (UPC)
2015 INTERNATIONAL FUEL GAS CODE (IFGC)
2014 NATIONAL ELECTRICAL CODE (NEC)
2009 ICC A117.1 ACCESSIBILITY STANDARD

ZONING CODE ANALYSIS

ZONING CODE SUMMARY
CRITERIA REQUIRED PROVIDED

DISTRICT TYPE MIXED OR PLANNED DEVELOPMENT

ZONING EOA (ECONOMIC OPPORTUNITY
AREA), RREOA (RIVER ROAD
ECONOMIC OPPORTUNITY AREA)

ZONING OVERLAY N/A

LAND USE OUTPATIENT CLINIC PERMITTED [PER
SMC TABLE 18.33.031 ]

OUTPATIENT CLINIC

AVERAGE LOT SIZE N/A

SETBACK (MIN 10 FT) FRONT
(MIN   5 FT) OTHER
(MIN 10 FT) STREET
[PER SMC TABLE 18.33.042]

DWELLING UNITS (MAX NUMBER OF UNITS)

PARKING SEE ARCHITECTURAL SITE PLAN,
NOTE 3.
[SMC 18.33.080, 18.48]

SEE ARCHITECTURAL SITE PLAN, NOTE 3.

BIKE PARKING SMC 18.24.180, B6

BUILDING
SEPARATION

(MIN FT)

OPEN SPACE (MIN %, SF)

LOT COVERAGE BASED ON STORMWATER, PARKING,
AND LANDSCAPING STANDARDS PER
SMC 13.104, 18.24.130 RESPECTIVELY.

IMPERVIOUS (MAX %, SF)

BUILDING HEIGHT 35 FEET FOR SINGLE USE BUILDING.
MECHANICAL EQUIPMENT &
SCREENS ARE EXCEMPT. [PER TABLE
18.33.042 ]

APPROX. 26'-6"

BUILDING CODE ANALYSIS

CHAPTER 3
USE AND OCCUPANCY CLASSIFICATION
B (BUSINESS) OCCUPANCY, NON-SEPARATED [ PER 2015 IBC 508.3 ]

CHAPTER 5
GENERAL BUILDING HEIGHTS AND AREAS

TABLE 504.3 ALLOWABLE BUILDING HEIGHT IN FEET ABOVE GRADE PLANE
OCCUPANCY CLASSIFICATION SPRINKLER TYPE VB PROPOSED HEIGHT

B S 60

TABLE 504.4 ALLOWABLE NUMBER OF STORIES ABOVE GRADE PLANE
OCCUPANCY CLASSIFICATION SPRINKLER TYPE VB PROPOSED STORIES

B S 3 1

TABLE 506.2 ALLOWABLE AREA FACTOR (SF)
OCCUPANCY CLASSIFICATION SPRINKLER TYPE VB PROPOSED AREAS

B S1 42,300

PROPOSED AREAS

16,720 SF

16,720 SF

[ALLOWABLE AREA CALULATION PER 2015 IBC 503.2.1]
Aa = At + (NS x If) = 36,000 + (9,000 x 0.7 ) = 42,300
If  = [F/P - 0.25] W/30 = [ 692.33 / 725.33 - 0.25 ] 30/30 = 0.7

CHAPTER 6
TYPES OF CONSTRUCTION

TABLE 601 FIRE-RESISTANCE RATING FOR BUILDING ELEMENTS (HOURS)
BUILDING ELEMENT TYPE VB

PRIMARY STRUCTURAL FRAME 0

BEARING WALLS, EXTERIOR 0

NONBEARING WALLS AND PARTITIONS, EXTERIOR --

NONBEARING WALLS AND PARTITIONS, INTERIOR 0

BEARING WALLS, INTERIOR 0

FLOOR CONSTRUCTION AND ASSOCIATED SECONDARY MEMBERS 0

ROOF CONSTRUCTION AND ASSOCIATED SECONDARY MEMBERS 0

TABLE 602 FIRE-RESISTANCE RATING FOR EXTERIOR WALLS (HOURS)

FIRE SEPARATION DISTANCE (FT) TYPE OF CONSTRUCTION

OCCUPANCY GROUPS

A, B, E, F-2, I, R, S-2, U

10 ≤ X < 30 IIB, VB 0

CHAPTER 10
MEANS OF EGRESS

TABLE 1006.2.1 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY

OCCUPANCY
MAX OCCUPANT
LOAD OF SPACE

MAXIMUM COMMON PATH OF EGRESS TRAVEL DISTANCE

WITH SPRINKLER SYSTEM (FT)

B 49 100

TABLE 1006.3.1 MIN NUMBER OF EXITS OR ACCESS TO EXITS PER STORY
OCCUPANT LOAD PER STORY MINIMUM NUMBER OF EXITS OR ACCESS TO EXITS FROM STORY

1-500 2

TABLE 1017.2 EXIT ACCESS TRAVEL DISTANCE (FT)
OCCUPANCY WITH SPRINKLER SYSTEM

B 300

TABLE 1020.1 CORRIDOR FIRE-RESISTANCE RATING (HOURS)
OCCUPANCY OCCUPANT LOAD SERVED BY CORRIDOR WITH SPRINKLER SYSTEM

A, B, E, F, M, S, U > 30 0

TABLE 1020.2 MINIMUM CORRIDOR WIDTH
OCCUPANCY MINIMUM WIDTH (IN)

OTHER FACILITIES NOT LISTED IN TABLE 1020.2 44

*IN ADDITION TO WSEC STATEMENT OF SPECIAL INSPECTIONS FOR GENERAL TRADES, 
MECHANICAL, AND ELECTRICAL SYSTEMS

1. SPECIAL INSPECTIONS SHALL BE PROVIDED PER THE REQUIREMENTS OF THE IBC AND 
REFERENCED STANDARDS. 

2. REFER TO STRUCTURAL DRAWINGS FOR SPECIAL INSPECTION REQUIREMENTS OF STRUCTURAL 
SYSTEMS.

3. TESTING AND SPECIAL INSPECTION REPORTS PREPARED BY THE SPECIAL INSPECTOR SHALL BE 
SUBMITTED TO THE BUILDING OFFICIAL, ARCHITECT, ENGINEER, AND OWNER ON A DAILY BASIS 
WHENEVER TESTING OR SPECIAL INSPECTIONS ARE PERFORMED.

DESIGN NOTE:  THIS PROJECT IS IN SEISMIC ZONE D, RISK CATEGORY II. 

CHAPTER 17*
NON-STRUCTURAL SPECIAL INSPECTIONS AND TESTS

SPECIAL INSPECTIONS AND TESTS

SYSTEM
REFERENCE

2015 IBC, UNO
VERIFICATION

AND INSPECTION

INSPECTION METHODS TYPICAL
DIVISIONSTESTING PERIODIC

INTERIOR NON-LOAD
BEARING PARTITIONS

1705.12.5 ERECTION AND
FASTENING

NO YES VARIOUS

SUSPENDED CEILING
GRIDS

ASCE 7-10
11.A.1.3.9 (2)

INSTALLATION NO YES 09

BUILDING ENVELOPE
AIR BARRIER

WSEC
C402.5.1.2

AIR LEAKAGE
RATE

YES AT BLDG
COMPLETION

NO SEE AIR
BARRIER SHEET

CHAPTER 29
PLUMBING SYSTEMS

[EGRESS DOOR CAPACITY ]
• REQUIRED: 0.15" PER OCCUPANT LOAD (2015 IBC 1005.3.2, EXCEPTION 1)
• PROVIDED: 3'-0" DOOR = 160 OCCUPANTS (BASED ON 32" CLEAR OPENING)

3'-6" DOOR = 253 OCCUPANTS (BASED ON 38" CLEAR OPENING)
6'-0" DOOR = 320 OCCUPANTS (BASED ON 64" CLEAR OPENING)

REVISION SCHEDULE



FIN FLOOR

BO DECK

RIGID BRACE AT MAX 8' OC 
AT ALTERNTE SIDES

CEILING PER RCP, TYP

5/8" GWB

ACOUSTICAL BATT. INSULATION

ACOUSTICAL SEALANT 
AT BOTH SIDES.

FIREBLOCKING

ACOUSTICAL SEALANT 
AT BOTH SIDES.

WALL  BASE PER 
INTERIOR SCHED.

1.5" X 5.5" LSL STUDS. 
SEE STRUCTURAL. 

CEILING PER RCP, TYP

5/8" GWB

ACOUSTICAL BATT. INSULATION

ACOUSTICAL SEALANT 
AT BOTH SIDES.

FIREBLOCKING

ACOUSTICAL SEALANT 
AT BOTH SIDES.

WALL  BASE PER 
INTERIOR SCHED.

1.5" X 5.5" LSL STUDS. 
SEE STRUCTURAL. 

SHEATHING PER STRUCTURAL

6"

CEILING PER RCP, TYP

5/8" GWB

ACOUSTICAL BATT. INSULATION

FIREBLOCKING

ACOUSTICAL SEALANT 
AT BOTH SIDES.

WALL  BASE PER 
INTERIOR SCHED.

2" X 6" WDSTUDS.

CEILING

5/8" GWB

7/8" HAT CHANNELS @ 24" O.C. 
INSTALLED VERTICALLY.

SEALANT

WALL  BASE

8" CMU. 

SAFE ROOM

RATING

SOURCE

STC

BATT

TYPE W01B

0

-

-

ACOUSTICAL

RATING

SOURCE

STC

BATT

TYPE W02B

0

-

-

ACOUSTICAL

RATING

SOURCE

STC

BATT

TYPE W03B

0

-

-

ACOUSTICAL

RATING

SOURCE

STC

BATT

TYPE C01B

0

-

-

-

FULL HEIGHT INTERIOR PARTITION STRUCTURAL SHEAR WALL PARTIAL HEIGHT INTERIOR PARTITION SAFE ROOM PARTITION

CEILING PER RCP, TYP

5/8" TYPE 'X' GWB

MINERAL WOOL BATT. 
INSULATION (R-13)

1 HR FIRE RATED 
JOINT SYSTEM.

FIREBLOCKING

1 HR FIRE RATED 
JOINT SYSTEM

WALL  BASE PER 
INTERIOR SCHED.

2" X 6" STUDS. SEE 
STRUCTURAL. 

MED GAS ROOM PARTITION

RATING

SOURCE

STC

BATT

TYPE W11B

FB 1 HR

GA WP3661

-

MINERAL WOOL

EDGE OF PARENT WALL

CEILING PER RCP, TYP

5/8" GWB

ACOUSTICAL SEALANT 
AT BOTH SIDES.

WALL  BASE PER 
INTERIOR SCHED.

1" X 2" WD FURRING.

RATING

SOURCE

STC

BATT

TYPE W04_

0

-

-

-

PARTIAL HEIGHT INTERIOR FURRING

6"

INTERIOR

5/8" GWB

CONTINUOUS WRB / AIR BARRIER

EXTERIOR GRADE SHEATHING. 
SEE STRUCTURAL.

1.5" X 5.5" LSL STUDS. 
SEE STRUCTURAL. 

2" RIGID INSUL. (R-10)

XXXXX FURRING

FIBER CEMENT PANEL

BATT. INSUL. (R-13)

INTERIOR

5/8" GWB

CONTINUOUS WRB / AIR BARRIER

EXTERIOR GRADE SHEATHING. 
SEE STRUCTURAL.

1.5" X 5.5" LSL STUDS. 
SEE STRUCTURAL. 

2" RIGID INSUL. (R-10)

1X3 FURRING STRIP

1X4 BUTT JOINT 
HORIZONTAL CEDAR 
SIDING

BATT. INSUL. (R-13)

INTERIOR

FIBER CEMENT PANEL1X4 CEDAR SIDING

5/8" GWB

CONTINUOUS WRB / AIR BARRIER

EXTERIOR GRADE SHEATHING. 
SEE STRUCTURAL.

1.5" X 5.5" LSL STUDS. 
SEE STRUCTURAL. 

2" RIGID INSUL. (R-10)

1X3 FURRING STRIP

1X12 BUTT JOINT 
HORIZONTAL CEDAR 
SIDING

BATT. INSUL. (R-13)RATING

SOURCE

STC

BATT

TYPE E02B

RATING

SOURCE

STC

BATT

TYPE E01B

RATING

SOURCE

STC

BATT

TYPE E03B

1X12 CEDAR SIDING

BARRIER TYPE & RATING

• CP = COLUMN PROTECTION
• EW = EXTERIOR WALL
• FW = FIRE WALL
• FB = FIRE BARRIER
• FP = FIRE PARTITION
• SB = SMOKE BARRIER
• SP = SMOKE PARTITION
(SEE IBC CHAPTER 7)

RATING

SOURCE

STC

BATT

TYPE W##

FB 1 HR

XX X###

00-99

INSULATION TYPE

RATED SYSTEM SOURCE

• GA
• IBC (TABLE 721.1)
• UL

FRAMING TYPE

• E = EXTERIOR FRAMING (VARIES)
• M = INTERIOR METAL FRAMING
• W = INTERIOR WOOD FRAMING
• C = CONCRETE / MASONRY

2-DIGIT ASSEMBLY NUMBER

SEE ASSEMBLY SECTION

STUD SIZE/ THICKNESS

CONCRETE

• A = 6"
• B = 8"
• C = 10"
• D = 12"
• S = PER STRUCTURAL

MASONRY

• A = 4X8X16
• B = 6X8X16
• C = 8X8X16
• S = PER STRUCTURAL

TERMINATE FIRE RATED ASSEMBLIES AS DESCRIBED BELOW: 

EXTERIOR WALLS PER IBC 705

1. FIRE SEPARATION >10 FT: RATED FOR FIRE EXPOSURE FROM INSIDE 
2. FIRE SEPARATION <10 FT: RATED FOR FIRE EXPOSURE FROM BOTH SIDES
  
FIRE BARRIERS PER IBC 707

HORIZONTAL:

VOIDS AT THE INTERSECTION OF A FIRE BARRIER AND A NON-FIRE RATED EXTERIOR WALL 
ASSEMBLY SHALL BE FILLED WITH A MATERIAL OR SYSTEM APPROVED BY THE JURISDICTION.  
TESTED ASSEMBLY NOT REQUIRED AT THIS LOCATION.

VERTICAL OPTIONS:

1. FROM TOP OF FOUNDATION OR HORIZONTAL ASSEMBLY BELOW; TERMINATE AT UNDERSIDE OF 
STRUCTURAL DECK ABOVE AND SECURELY ATTACHED THERETO.

2. FIRE BARRIERS AROUND SHAFT, EXIT STAIRWAY AND RAMP ENCLOSURES THAT DO NOT EXTEND 
TO UNDERSIDE OF ROOF DECK SHALL BE ENCLOSED AT THE TOP WITH CONSTRUCTION AT 
MINIMUM FIRE RATING AS THE TOPMOST FLOOR PENETRATED BY THE SHAFT AND THE FIRE 
RATING OF THE SHAFT ENCLOSURE.

  
FIREBLOCKING PER IBC 718.2

FIREBLOCKING MATERIALS (I.E. 2X LUMBER, 1/2" GYPSUM BOARD, SECURED BATT INSULATION AND 
OTHER MATERIALS LISTED IN IBC 718.2.1) SHALL BE INSTALLED IN COMBUSTIBLE CONCEALED 
SPACES TO FORM AN EFFECTIVE BARRIER BETWEEN FLOORS AND BETWEEN TOP STORY AND 
ROOF ATTICS.  THE FOLLOWING ARE THE MINIMUM REQUIRED LOCATIONS:
1. CONCEALED WALL SPACES

A. VERTICALLY AT THE CEILING AND FLOOR LEVELS
B. HORIZONTALLY AT 10 FT MAXIMUM INTERVALS

2. CONNECTIONS BETWEEN HORIZONTAL AND VERTICAL SPACES
3. CONCEALED SPACES AT THE TOP AND BOTTOM OF THE RUN OF STAIR STRINGERS
4. ANNULAR SPACE AROUND PENETRATING COMPONENTS IN CEILING AND FLOOR OPENINGS
5. CONCEALED SPACES OF EXTERIOR COMBUSTIBLE WALL COVERINGS AT MAXIMUM 20 FT 

INTERVALS IN EITHER DIRECTION AND MAXIMUM 100 SF BETWEEN FIREBLOCKING. (SEE IBC 
718.2.6 FOR EXCEPTIONS)

6. CONCEALED SLEEPER SPACES AT MAXIMUM 100 SF

DRAFTSTOPPING PER IBC 718.3 & 718.4

DRAFTSTOPPING IS NOT REQUIRED IN BUILDINGS SPRINKLERED THROUGHOUT PER NFPA 13. 
REFER TO FIRE SPRINKLER PLANS FOR DRAFTSTOP REQUIREMENTS PER SPRINKLER LISTING.

WOOD

• A = 2X4
• B = 2X6
• C = 2X8
• D = 2X10
• E = 2X12

STANDING SEAM METAL ROOF

PLYWOOD SHEATHING

ROOFING PAPER

RIGID INSULATION, R38

PLYWOOD SHEATHING

CONTINUOUS WRB / 
AIR BARRIER.

RATING

SOURCE

STC

TYPE R1

0

-

-

4" CONCRETE SLAB ON GRADE.
SEE STRUCTURAL.

VAPOR BARRIER (10 MIL), CONTINUOUS

4" COMPACTED AGGREGATE 
PER GEOTECHNICAL REPORT. 2'-0"

4" CONCRETE SLAB ON GRADE.
SEE STRUCTURAL.

VAPOR BARRIER (10 MIL), CONTINUOUS

PERIMETER CONCRETE 
FOUNDATION WALL & FOOTING.
SEE STRUCTURAL.

PERIMETER RIGID INSULATION (R-10)

S
E

E
 S

T
R

U
C

T
U

R
A

L

SEE STRUCTURAL

SEE EXTERIOR WALL ASSEMBLY.

CONCRETE SIDEWALK WHERE APPLICABLE.
SEE SITE PLAN.

FINISH GRADE.  SEE CIVIL.

3/4" = 1'-0"
1

INTERIOR PARTITION TYPES

3/4" = 1'-0"
2

EXTERIOR WALL TYPES

NOTES & LEGEND - RATED ASSEMBLIES

3/4" = 1'-0"
4

ROOF TYPES

275 FIFTH STREET, SUITE 100
BREMERTON, WA 98337
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1. ACCESSIBILITY REQUIREMENTS ARE BASED ON THE FOLLOWING CODE EDITIONS:
• 2009 ICC A117.1
• 2015 IBC
• 2015 WAC 51-50

2. SECTION REFERENCES, DENOTED AS (XXX) WITHIN EACH DETAIL ARE FROM 2009 ICC A117.1, 
UNLESS OTHERWISE NOTED.

3. ALL INFORMATION ON THIS SHEET ARE GENERIC REQUIREMENTS. REFER TO PROJECT FLOOR 
PLANS AND INTERIOR ELEVATIONS FOR ACTUAL DESIGN LAYOUT AND DIMENSIONS.

4. ALL DIMENSIONS SHOWN ARE CLEAR TO FINISH, UNLESS OTHERWISE NOTED.  
5. INSTALL ALL COMPONENTS PER THE DIMENSIONS ON THIS SHEET, UNLESS OTHERWISE 

SHOWN ELSEWHERE.

3
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" 
M

A
X

KNEE & TOE 
CLEARANCE SHALL 
NOT INCLUDE THE DIP 
OF THE OVERFLOW 
PIPE (606.2)

INSULATE WATER 
SUPPLY & DRAIN PIPES 
TO PROTECT FROM 
CONTACT.  NO SHARP 
OR ABRASIVE 
SURFACES UNDER 
LAVATORIES. (606.6)

FAUCET SHALL COMPLY 
WITH ACCESSIBLE 
MOUNTING HEIGHT 
REACH RANGE FOR 
PLUMBING FIXTURES

8" MIN
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E
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 T

O
E

CLEARANCE
6" MAX TOE

TOP OF SINK RIM 
OR COUNTER, 
WHICHEVER IS 
HIGHER

DRINKING FOUNTAINS 

(602.4 & IBC 1109.5)

MIRROR

(603.3)
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REACH RANGE

FORWARD REACH:
UNOBSTRUCTED:  15" - 48"
OBSTRUCTED REACH WHERE THE CLEAR FLOOR OR GROUND SPACE 
EXTENDS BENEATH THE ELEMENT FOR A DISTANCE NOT LESS THAN 
THE REQUIRED REACH DEPTH OVER THE OBSTRUCTION:

• REACH DEPTH 20" MAX:  48" MAX HEIGHT
• REACH DEPTH >20" TO 25":  44" MAX HEIGHT
• MAX REACH DEPTH: 25"

UNOBSTRUCTED
REACH RANGE
(308.2.1  & 308.3.1)

OBSTRUCTED
REACH RANGE
(308.2.2  & 308.3.2)

FOR SIDE REACH
10" MAX ALLOWED

4
8

" 
M

A
X

OPERABLE PARTS IN GENERAL:
309, 1002.9, 1003.9 & 1004.9
REACH RANGE DIMENSIONS APPLIES TO: 
• ITEMS 1 TO 7 FOR ACCESSIBLE SPACES AND TYPE A 

DWELLING UNITS
• ITEMS 1 TO 4 ONLY FOR TYPE B DWELLING UNITS

1. LIGHT CONTROLS
2. ELECTRICAL PANELBOARDS, SWITCHES & RECEPTACLES
3. ENVIRONMENTAL CONTROLS
4. USER CONTROLS FOR SECURITY OR INTERCOM
5. APPLIANCE CONTROLS
6. OPERABLE WINDOW HARDWARE
7. PLUMBING FIXTURES SYSTEMS
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REACH DEPTH

1
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" 
M
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OPERABLE PARTS IN ACCESSIBLE RESTROOMS:
PER WAC 51-50 1101.2.4
THE FOLLOWING OPERABLE PARTS SHALL COMPLY WITH A117.1 TABLE 603.6:
1. DRYING EQUIPMENT
2. TOWEL OR CLEANSING PRODUCT DISPENSERS
3. DISPOSAL FIXTURES

MAX REACH DEPTH

MAX REACH HEIGHT

.5" 2" 5" 6" 9" 11"

48" 46" 42" 40" 36" 34"

A117.1 TABLE 603.6 
MAXIMUM REACH DEPTH AND HEIGHT

OPERABLE PARTS
IN RESTROOMS

(606.6 & WAC 51-50 1101.2.4)

R
E

A
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H
 H

E
IG

H
T

OPERABLE PART IN 
ACCESSIBLE 
RESTROOM AS LISTED 
ABOVE

S
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A
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D
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G
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E
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S
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N
S

3
8

" 
- 

43
"

REACH DEPTH

PROVIDE NO LESS THAN 
1 FOR WHEELCHAIR AND 

1 FOR STANDING

SIDE REACH (PARALLEL APPROACH):
UNOBSTRUCTED:  15" - 48" 
OBSTRUCTED REACH OVER OBJECT AT 34" HIGH MAX:

• REACH DEPTH 10" MAX:  48" MAX HEIGHT
• REACH DEPTH >10" TO 24":  46" MAX HEIGHT
• MAX REACH DEPTH: 24"

OPERABLE PARTS

16" - 18"

12" MIN 24" MIN

36" MIN

HAND 
OPERATED 
FLUSH 
CONTROL AT 
OPEN SIDE, MAX 
44" AFF PER 
WAC 51-50
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M
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39" - 41"

24" MIN

42" MIN 12" MAX

54" MIN

42" MAX

PROTRUDING 
DISPENSER

TOP OF SEAT

TOP OF BAR

OUTLET OF 
PROTRUDING 
DISPENSER

24" MIN

36" MAX

4
8

" 
M

A
X

TOP OF OUTLET

BTM OF BAR
GRAB BARS

GRAB BARS SHALL HAVE 1 1/4" - 2" OUTSIDE 
DIAMETER WITH MIN 1 1/2" CLEAR SPACE 
BEHIND.  INSTALL WALL REINFORCEMENT 
BEHIND ALL GRAB BARS THAT WILL ACCEPT 
UP TO 250 LBS OF VERTICAL OR HORIZONTAL 
FORCE APPLIED AT ANY POINT ON THE GRAB 
BAR, FASTENING, MOUNTING DEVICE OR 
SUPPORTING STRUCTURE.

NOTES:
1. THIS PLAN IS PROVIDED TO SHOW MINIMUM REQUIRED ACCESSIBILITY CLEARANCES.  REFER 

TO PROJECT FLOOR PLANS FOR ACTUAL LAYOUT.
2. CLEARANCE AROUND WATER CLOSET IS PERMITTED TO OVERLAP WITH THE WATER CLOSET, 

GRAB BARS, DISPENSERS, RECEPTACLES, COAT HOOKS, SHELVES, ACCESSIBLE ROUTES, 
CLEAR FLOOR SPACE AT OTHER FIXTURES AND THE TURNING RADIUS.  NO OTHER FIXTURES 
OR OBSTRUCTIONS SHALL BE WITHIN THE REQUIRED WATER CLOSET CLEARANCE. (604.3.3)

3. FLUSH CONTROLS SHALL BE HAND OPERATED OR AUTOMATIC.  HAND OPERATED CONTROLS 
SHALL BE MOUNTED ON THE OPEN SIDE.  SEE ELEVATIONS. (604.6)

4. COAT HOOKS PROVIDED WITHIN TOILET ROOMS SHALL BE LOCATED PER THE ACCESSIBLE 
MOUNTING HEIGHT REACH RANGES.  (603.4)

5. SHELVES PROVIDED WITHIN TOILET ROOMS SHALL BE 40" - 48" AFF (603.4)
6. DIAPER CHANGING TABLES SHALL BE LOCATED PER THE ACCESSIBLE MOUNTING HEIGHT 

REACH RANGES, WITH WORK SURFACE AT 34" MAX AFF.  (603.5).

16" - 18"

60" MIN CLR

PROVIDE 30"x48" CLEAR 
FLOOR SPACE BEYOND 
THE DOOR SWING WHEN 
IT OVERLAPS WITH 
FIXTURE CLEARANCE OR 
TURNING RADIUS (603.2.2 
EXCEPTION 2)

60" WHEELCHAIR 
TURNING RADIUS

MIRROR, SEE ACCESSIBLE
MOUNTING HEIGHTS

30" X 48" CLEAR FLOOR 
SPACE CENTERED AT 
LAVATORY WITH KNEE & 
TOE CLEARANCE. SEE 
LAVATORY ELEVATION.

15" MIN CLR

5
6

" 
M

IN
 C

L
R

WATER CLOSET 
CLEAR FLOOR 
SPACE

GRAB BARS
SEE TOILET 
ELEVATIONS

INTERNATIONAL SYMBOL 
OF ACCESSIBILITY 
(703.6.3.1)

COLOR:
WHITE FIGURE ON BLUE 
BACKGROUND PER 
FEDERAL STANDARDS

24" MAX 48" MIN 24" MAX
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SEE  "LIMITS OF PROTRUDING OBJECTS" FOR 
WHERE TO MEASURE CLEARANCE

NOTE:  REFER TO BUILDING CODE SUMMARY AND PROJECT 
PLANS FOR ACTUAL DESIGN LAYOUT AND DIMENSIONS.

NOTES:
1. ACCESSIBLE ROUTES SHALL CONSIST OF ONE OR MORE OF THE 

FOLLOWING COMPONENTS:
a. WALKING SURFACES (SEE BELOW)
b. DOORS AND DOORWAYS (404)
c. RAMPS (405)
d. CURB RAMPS (406)
e. ELEVATOR (407)

2. WALKING SURFACES (403):
a. MAXIMUM RUNNING SLOPE SHALL BE 1:20.
b. MAXIMUM CROSS SLOPE SHALL BE 1:48
c. CHANGES IN LEVEL (303)

• GREATER THAN 1/4", BUT NOT MORE THAN 1/2" SHALL BE 
BEVELED WITH MAX 1:2 SLOPE.

• GREATER THAN 1/2" SHALL FOLLOW REQUIREMENTS FOR A 
RAMP PER 405.

3. SEE DETAIL 3 FOR LIMITS OF PROTRUDING OBJECTS.
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LIMITS WHERE PROTRUSIONS 
ARE ALLOWED; EXCEPT, 
HANDRAILS ARE PERMITTED 
TO PROTRUDE 4 1/2" 
MAXIMUM (307.2)

4" MAX

 ROUTE

MIN CLEAR
ACCESSIBLE

MEASURE CLEARANCE TO 
FACE OF FINISH AND 
PROTRUSIONS OUTSIDE THE 
LIMITS, LIKE BASE BOARDS

HANDRAIL

MAX
4 1/2" AT
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TYPICAL MOUNTING HEIGHTS @ WALL CONDITION (U.N.O.)
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1. DIMENSIONS ARE TO ROUGH FRAMING OR TO FACE OF EXISTING FINISHES, TYP UNO.

2. DIMENSIONS INDICATED AS "MIN" OR "CLR" ARE FROM NEAREST FINISH SURFACE, INCLUDING 

TRIM.

3. ROUGH DOOR OPENINGS ARE LOCATED 4" FROM NEAREST INTERSECTING WALL FRAMING, TYP 

UNO.
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NOTIFY ARCHITECT OF ANY DISCREPANCIES, TYP
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N

1/8" = 1'-0"
1

FLOOR PLAN - DIMENSIONS

REVISION SCHEDULE



R
E

F
R

E
F

1. VERIFY EQUIPMENT CLEARANCES WITH MANUFACTURER REQUIREMENTS PRIOR TO INSTALL.

2. FIELD CONFIRM DIMENSIONS AND REPORT DISCREPANCIES, IF ANY, TO ARCHITECT PRIOR TO 

CONSTRUCTION.

3. DIMENSIONS ARE FROM GRIDLINE, CENTERLINE OF ELEMENTS, OR FACE OF STRUCTURAL 

FRAMING, UNO.

4. ALL METAL ROOF FASTENERS TO ALIGN IN A STRAIGHT LINE.

5. VERIFY ALL GUTTER & DOWNSPOUT LOCATIONS AND TYPES WITH ARCHITECT PRIOR TO 

INSTALLATION.

6. ALL ROOF PENETRATION LOCATIONS INCLUDING, BUT NOT LIMITED TO; FLUES, VENTILATION 

PIPES AND STACKS SHALL BE SUMBITTED TO ARCHITECT AND ROOFING MANUFACTURE.

7. REFER TO ELECTRICAL AND MECHANICAL DRAWINGS FOR ROOF EQUIPMENT AND 

MISCELLANEOUS PENETRATIONS, ETC. PROVIDE WEATHER TIGHT SEAL AND FLASHING.

8. NOT ALL ROOF PENETRATIONS MAY BE SHOWN ON ROOF PLAN.

9. METAL GUTTERS AND DOWNSPOUTS TO BE PAINTED TO MATCH FASCIA METAL.

10. ALL DOWNSPOUTS TO BE HARD PIPED.

ROOF SLOPE PER PLAN1-1/2" / 12"

BUILDING OUTLINE BELOW

METAL STANDING SEAM ROOFING,  

2" MECHANICAL RIB LOCK WITH BUTYL.  

16" RIB SPACING

METAL GUTTER & DOWNSPOUT

COLOR AND STYLE T.B.D.

A31.011

A31.01

A31.01

A31.01

2

3

4

1

1

2

2

3

3

4
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7

7

9
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C C

D D
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F F

G G

H H
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K K
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"
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"
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"
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"
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'-0
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9
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26'-0"

CRICKETCRICKET
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3
'-0

"

3
'-0

"

2'-0"

3

A33.01

2

A33.01

5

A33.01

1

A33.01

4

A33.01

3

A34.03

2

A34.03

B B

6

6

8

8

11
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4
'-6

"

10'-0"

9
'-6

"

3'-0"

3
'-0

"

3'-0" 3'-0"

3
'-0

"

18'-0"

19'-6"

16'-0 1/2"

1'-0"

6'-6"

2'-6"10'-9"

3

A34.02
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ROOF PLAN

NOTES & LEGEND - ROOF PLAN

N

1/8" = 1'-0"
1

ROOF PLAN

REVISION SCHEDULE



1. ARCHITECTURAL RCP PROVIDED FOR COORDINATION PURPOSES ONLY. REFER TO MEP 

DRAWINGS FOR DETAILED SCOPE OF SYSTEMS. 

2. CEILING FIXTURES ARE CENTERED IN CEILING TILE OR CENTERED IN ROOM, UNO.

3. DIMENSIONS IN CEILING PLANS ARE TO FACE OF FINISH, UNO.

4. GRAPHIC REPRESENTATION OF LIGHTING TYPES MAY BE NOT TO SCALE.

RECESSED DOWNLIGHT, 6"

LIGHTING

RECESSED WALL WASHER

RECESSED TROFFER, 2X2

PENDANT LINEAR, DIRECT/INDIRECT

DECORATIVE  PENDANT

SURFACE MOUNT LINEAR

SURFACE MOUNT ROUND

SURFACE MOUNT STRIP

WALL SCONCE

UNDER CABINET

ACT 2X2

ACT - WOOD SLATS

ACT 6"X60"

GWB

OPEN TO STRUCTURE

SEE MECHANICAL, 

SIZES MAY VARY

CEILING FINISH

ROOM TAG W/

TYPICAL CEILING FINISH

ANNOTATION TAG

CEILING

MECHANICAL

CEILING TAGCEILING TYPE

HEIGHT

ROOM NAME

###

FIN-1

SURF-MTD DOWNLIGHT, 8"

WALL-MTD SCONCE, UPLIGHT

CLG-MTD DENTAL EXAM LIGHT

LIGHTING, CONT'D

OFFICE 04

110

ADMIN

CONFERENCE

106

CHILD TLT

109

SECURITY

104

STAFF TLT #1

120

OFFICE 02

114

OFFICE 01

113

CEO

112

OFFICE 03

111

DOSING 3

125

CONFERENCE

117

STAFF LOUNGE

116

DELIVERIES /

GENERAL

STORAGE

130

STAFF TLT #2

128

OPERATORY #2

140

OPERATORY #3

141

OFFICE

142

ELEC

148

MECH

149

PAT. TLT #2

185

STAFF TLT #3 /

SHWR

151

COUNSELING 08

155

COUNSELING 06

159

COUNSELING 05

161

COUNSELING 04

162

COUNSELING 03

163
COUNSELING 02

164

GROUP 3

193

GROUP 2

194

GROUP 1

195VESTIBULE

100

1

1

2

2

3

3

4

4

5

5

7

7

9

9

10

10

12

12

A A

C C

D D

E E

F F

G G

H H

J J

K K

PHARMACY

121

DOSING 2

124

HALL

118

HALL

127

HALL

150

HALL

153

HALL

160

HALL

115

HALL

105

1'-10" 1'-6"

18'-0" 18'-0" 18'-0" 18'-0"

1'-6" 2'-4" 1'-0"

17'-0" 17'-0" 17'-0"

1'-0" 2'-10"

2'-10" 2'-0" 20'-0" 20'-0" 20'-0" 2'-6" 17'-6" 8'-0"

1
'-0

"
9
'-6

"
8
'-6

"

3'-6" 18'-0" 4'-6"

7
'-0

"

3

A33.01

2

A33.01

5

A33.01

1

A33.01

4

A33.01

ACT-1

10'-0"

ACT-1

9'-6"

ACT-1

9'-0"

ACT-1

9'-0"

ACT-1

10'-0"

ACT-1

10'-0"

GWB-1

9'-0"

ACT-1

10'-0"

ACT-1

9'-6"

ACT-1

9'-6"

ACT-1

9'-6"

ACT-1

9'-6"

ACT-1

9'-0"

ACT-1

9'-0"

3

A34.03

2

A34.03

3

A00.03

4

A00.03

2

A00.03

1
'-6

"

7
'-0

"

6
'-6

"

7
'-6

"

1
8
'-0

"
1
'-6

"

13'-6" 11'-6" 6'-6" 3'-4"

GWB-1

8'-0"

GWB-1

8'-0"

UA TLT

183

UA TLT

182

ACT-1

9'-0"
GWB-1

9'-0"

SOCIAL WORKER

190

CLOSET

190APAT. TLT #1

184

GWB-1

8'-0"

GWB-1

8'-0"

GWB-1

8'-0"

CLOSET

169A

GWB-1

8'-0"

GWB-1

8'-0"

PATIENT TLT #3

191

BARIATRIC EXAM

#3

170

EXAM #2

171

EXAM #1

172
ACT-1

9'-0"

ACT-1

9'-0"

STAFF TLT

152

GWB-1

8'-0"

COUNSELING 09

154

COUNSELING 10

156

COUNSELING 07

157

COUNSELING 11

158
COUNSELING 12

166

COUNSELING 01

165

OPERATORY #1

139

STERILIZATION

138

DENTAL LAB

136

STORAGE

137

ACT-1

9'-0"

OPEN TO

STRUCT

OPEN TO

STRUCT

PROVIDER

OFFICE

180

ACT-1

9'-0"

GROUP 4

192

GWB-1

9'-6"

ACT-1

9'-0"

JANITOR

126

ACT-3

10'-0"

ACT-3

10'-0"

ACT-3

10'-0"

GWB-1

11'-6"

GWB-1

9'-11"

PAT. TLT #4

131

GWB-1

8'-0"
GWB-1

8'-0"

GWB-1

8'-6"

PAN

135

ACT-1

10'-0"

ACT-1

9'-0"

JANITOR

145

MED GAS

146

STORAGE

119

GWB-1

8'-0"

GWB-1

8'-0"

GWB-1

8'-0"

GWB-1

8'-0"

DOSING 1

123

SAFE

122

CFO

107

CHILD WATCH

108

ACT-1

10'-0"

ACT-1

10'-0"

GWB-1

9'-0"

IT/DATA

129

GWB-1

8'-0"

ACT-3

10'-0"

ACT-3

10'-0"

GWB-1

10'-0"

VENDING

132

GWB-1

8'-0"

ACT-1

9'-6"

LNDRY

150A

GWB-1

8'-0"

GWB-1

9'-0"

ACT-1

9'-6"

PHLEBOTOMY

175

NURSE STATION

/ LAB

181

DENTAL / PC

CHECK-IN

DENTAL / PC

WAITING

ACT-1

10'-0"

GWB-1

8'-6"

GWB-1

12'-0"

GWB-1

8'-0"

GWB-1

10'-0"

GWB-1

9'-6"

OPEN TO

STRUCT

FIRE

SPRINKLER

147

HALL

225

DOSING &

COUNSELING

WAITING

183

MAIN LOBBY

101

RECEPTION

103

HALL

133

CLEAN / MEDS

174

SOILED UTILITY

173

STO

224

STAFF RESPITE

143

GWB-1

8'-0"

GWB-1

9'-0"

ACT-3

10'-0"

B B

6

6

8

8

11

11

GWB-1

9'-0"

ACT-1

9'-6"

ACT-1

9'-6"

ACT-1

9'-6"

ACT-3

10'-0"ACT-2

19'-1 1/2"

ACT-2

17'-8 3/4"

ACT-2

16'-4"

GWB-1

19'-1 1/4"

ACT-2

13'-6 1/2"

GWB-1

9'-6"

ACT-2

13'-6 1/2"

ACT-2

16'-2 3/4"

ACT-1

9'-6"

ACT-1

9'-6"

1'-6" 1'-6"

1'-6" 1'-0"

1'-6" 1'-6" 1'-6" 1'-6"

5'-0" 28'-0" 18'-0" 18'-0" 4'-6" 4'-0" 30'-0" 4'-0"

5
'-0

"
1
1
'-0

"

1
'-0

"

ACT-1

9'-0"

ACT-1

9'-0"

3

A34.02

6

A33.01

ACT-1

9'-0"

3
'-6

"

3
'-6

"

6'-0" 9'-0" 9'-0" 9'-0" 9'-0" 9'-0" 9'-0" 9'-0" 6'-0"2'-6" 10'-6" 10'-6" 10'-6" 10'-6"

9'-0" 9'-0"

1'-0"

8'-0" 9'-0"

9
'-0

"
4
'-6

"

2
'-6

"

7'-6" 9'-0" 13'-6" 9'-0" 6'-0" 9'-0" 10'-6"

6
"

6
'-0

"
6
'-0

"
6
'-0

"
6
'-0

"
4
'-0

"

4'-0"
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REFLECTED CEILING

PLAN

NOTES & LEGEND - REFLECTED CEILING PLANKEY NOTES - REFLECTED CEILING PLAN
# NOTE DESCRIPTION

N

1/8" = 1'-0"
1

REFLECTED CEILING PLAN

REVISION SCHEDULE



LEVEL 1

0"

LEVEL 1

0"

TOP PLATE 03

14' - 6"

1 2 3 4 5 7 9 10 12

TOP PLATE 05

16' - 4"

3

A33.01

2

A33.01

5

A33.01

PORTE COCHERE 

DROP OFF AREA

4

A33.01

TOP PLATE 04

16' - 0"

6 8 11

M
A

X
. 
B

U
IL

D
IN

G
 H

E
IG

H
T

2
6
'-8

"

RF-1

WD-4FCP-2

MTL-1MTL-1

FCP-2WD-4

WD-2

WD-4WD-4WD-4WD-4WD-4WD-4

RF-1WD-2 WD-3 MTL-1MTL-1WD-3FCP-1

FCP-1FCP-2WD-4WD-4

WD-4

WD-3MTL-1RF-1

WD-1

WD-2 MTL-1

1
3
'-6

"

WD-1 WD-4

WD-2 WD-3WD-1 WD-1WD-1

1
 1

/2
" 

/ 
1
2
"

1
 1

/2
" 

/ 
1
2
"

1
 1

/2
" 

/ 
1
2
"

FINISH GRADE

EXISTING GRADE

WD-4WD-4

LANDSCAPE 

BOULDER

WOOD TRELLIS

1'-6" 1'-6" WOOD TRELLIS

1'-6" 1'-0"

JOINTS TO ALIGN W/ 

WINDOW/DOOR U.N.O.

7
'-0

"
8
'-0

"
4
'-0

"

6

A33.01

ART BY OTHERS

ART BY 

OTHERS

LEVEL 1

0"

LEVEL 1

0"

TOP PLATE 01

12' - 0"

TOP PLATE 03

14' - 6"

A C D E F G H J K

TOP PLATE 05

16' - 4"

1 1/2" 

12"

1 1/2" 

12"

1 1/2" 

12"

1

A33.01

TOP PLATE 02

13' - 2"

TOP PLATE 06

22' - 9"

TOP PLATE 07

23' - 9"

B

M
A

X
. 
B

U
IL

D
IN

G
 H

E
IG

H
T

2
6
'-8

"

WD-4

WD-3

FCP-1

MTL-1

FCP-1

FCP-1WD-3

WD-4 FCP-2

MTL-1

WD-1

WD-2MTL-1

WD-1 FCP-2

MTL-1

WD-4

WD-3

FCP-1

MTL-1 WD-3

WD-4MTL-1MTL-1

WD-2

WD-1

FCP-1

FCP-1

FINISH GRADE

EXISTING GRADE

JOINTS TO ALIGN W/ 

WINDOW/DOOR U.N.O.

E.Q. E.Q.

4
'-0

"
8
'-0

"

6'-0" 2'-9 1/2"

WD-4

4
'-0

"

WD-1 WOOD: 1X4 BUTT JOINT HORIZONTAL CEDAR SIDING, 

COLOR: STAIN NATURAL BROWN

WD-2 WOOD: 1X12 BUTT JOINT HORIZONTAL CEDAR SIDING, 

COLOR: STAIN NATURAL BROWN

WD-3 WOOD: GLULAM TIMBER BEAM, RE: STR. FOR SIZING 

COLOR: STAIN LIGHT BROWN

WD-4 WOOD: PEELED LOG COLUMN, RE: STR. FOR SIZING 

COLOR: N.A. - LEAVE NATURAL

FCP-1 FIBER CEMENT PANEL: SWISS PEARL

COLOR: LIGHT GRAY

FCP-2 FIBER CEMENT PANEL: SWISS PEARL

COLOR: DARK RED

MTL-1 METAL: METAL PANEL, TRIM, OR FLASHING 

COLOR: DARK GRAY OR BLACK

RF-1 ROOFING: PRE-FINISHED METAL STANDING SEAM 

1.5" RIB MECH LOCK, 16" RIB SPACING 

COLOR:  GRAY

METAL GUTTER & DOWNSPOUT 

PAINTED TO MATCH FASCIA, 

RE: ROOF PLAN FOR LOCATION

LEVEL 1

0"

LEVEL 1

0"

TOP PLATE 01

12' - 0"

12345791012 3

A33.01

2

A33.01

5

A33.01

PORTE COCHERE 

DROP OFF AREA

4

A33.01

TOP PLATE 02

13' - 2"

TOP PLATE 06

22' - 9"

TOP PLATE 06

22' - 9"

6811

RF-1RF-1WD-2MTL-1 MTL-1MTL-1 WD-2 MTL-1 MTL-1 WD-2

WD-1FCP-2

MTL-1 WD-3 WD-3 WD-3

WD-4WD-4

MTL-1

WD-4WD-4WD-4WD-1WD-4WD-3 FCP-1WD-4WD-1WD-4

WD-2

WD-3WD-4FCP-2 FCP-1FCP-2 FCP-1MTL-1WD-1FCP-2 MTL-1

MTL-1

FCP-1WD-4WD-4 FCP-1 WD-3

WD-3

WD-1

WD-2

MTL-1

1X4 HORIZONTAL CEDAR AND 

4X4 TUBE STEEL SUPPORT FOR 

MECHANICAL UNIT SCREEN
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1. REFERENCE <ASSEMBLIES SERIES SHEETS> FOR ASSEMBLY TYPES AND CONSTRUCTION.

LEVEL 1

0"

LEVEL 1

0"

C J

1 1/2" 

12"

1 1/2" 

12"

1

A33.01

CONFERENCE HALL
PHARMACY

2
A34.02

TOP PLATE 02

13' - 2"

TOP PLATE 07

23' - 9"

7
A35.11

MAIN LOBBYRECEPTIONHALLSAFE

LEVEL 1

0"

LEVEL 1

0"

E G

TOP PLATE 05
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1

A33.01

OFFICE 04OFFICE 03CEO
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1247912
3

A33.01

2

A33.01

5

A33.01

COUNSELING 05
PORTE COCHERE 

DROP OFF AREA

4

A33.01

1
A34.02

3

A34.02

6

A33.01
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LEVEL 1
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LEVEL 1
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Section 3
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Section 5
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Section 2
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Section 1
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4

Section 4
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1. REFERENCE <ASSEMBLIES SERIES SHEETS> FOR ASSEMBLY TYPES AND CONSTRUCTION.

LEVEL 1

0"

TOP PLATE 01

12' - 0"

TOP PLATE 03

14' - 6"

D E

TOP PLATE 05

16' - 4"

TOP PLATE 04

16' - 0"

TOP PLATE 02

13' - 2"

TOP PLATE 06

22' - 9"

TOP PLATE 07

23' - 9"

2
A35.11

10" CEDAR CLADDING

2" R10 RIGID INSULATION W/ MTL Z FURRING

3 1/2" WOOD BLOCKING

1/2" PLYWOOD SHEATHING

6" WOOD STUD W/ R20 BATT INSULATION

4" CEDAR CLADDING

2" RIGID INSULATION W/ MTL Z FURRING

1/2" PLYWOOD SHEATHING

6" WOOD STUD W/ R20 BATT INSULATION

1 1/2" STANDING SEAM METAL ROOF

1/2" PLYWOOD SHEATHING

8" RIGID INSULATION R30

1/2" PLYWOOD SHEATHING

GLULAM BEAM PER STRUCTURAL

4"X12" WOOD TRELLIS 24" O.C.
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1
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"
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"
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"
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"

5
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1 1/2" STANDING SEAM METAL ROOF

1/2" PLYWOOD SHEATHING
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LEVEL 1
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3 1/2" WOOD BLOCKING
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6" WOOD STUD W/ R20 BATT INSULATION

1 1/2" STANDING SEAM METAL ROOF

1/2" PLYWOOD SHEATHING

8" RIGID INSULATION R30

1/2" PLYWOOD SHEATHING

1 1/2" STANDING SEAM METAL ROOF
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8" RIGID INSULATION R30
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8
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WALL SECTIONS

NOTES & LEGEND - SECTIONS
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LEVEL 1

0"

TOP PLATE 01

12' - 0"

J K

2'-0"

ALUMN. STOREFRONT SYSTEM

OPEN WEB WOOD JOIST. 

SEE STRUCTURAL
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5/16" CEMENT COMPOSITE PANEL

2" R10 RIGID INSULATION W/ MTL Z FURRING

3 1/2" WOOD BLOCKING

1/2" PLYWOOD SHEATHING

6" WOOD STUD W/ R20 BATT INSULATION

LEVEL 1

0"

TOP PLATE 03
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'-1

0
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10" CEDAR CLADDING

2" R10 RIGID INSULATION W/ MTL Z FURRING

3 1/2" WOOD BLOCKING

1/2" PLYWOOD SHEATHING

6" WOOD STUD W/ R20 BATT INSULATION

4" CEDAR CLADDING
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1/2" PLYWOOD SHEATHING

6" WOOD STUD W/ R20 BATT INSULATION
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FIN FLOOR

DOOR TYPES

D
O

O
R

 H
E

IG
H

T
2"

2"

DOOR
WIDTH 2"

A1

SINGLE FLUSH

D
O

O
R

 H
E

IG
H

T
4"

2"

DOOR
WIDTH 2"

43
"

12
"

TYP 6" TYP 6"

43
"

25
"

6"

4" 6"

6"

FIN FLOOR

FRAME TYPES
01 02

B1

SINGLE FULL VISION
C1

SINGLE HALF VISION
D1

SINGLE NARROW VISION

T
Y

P
S

E
E

 S
C

H
E

D
U

LE

TYP
SEE SCHED

S1

SINGLE STOREFRONT

12
"

6"

3 1/2" TYP

E1

SINGLE LOUVER

D
O

O
R

 H
E

IG
H

T

DOOR
WIDTH

03

BARN DOOR

T
Y

P
S

E
E

 S
C

H
E

D
U

LE

TYP
SEE SCHEDULE

A2

DOUBLE FLUSH
S2

DOUBLE STOREFRONT

3 1/2" TYP.

6"

HDW-01

(Storefront automatic double swing door w/ exit device)

DOORS:  100E

(2) SET PIVOT SET*
(2) EA EXIT DEVICE
(2) EA DOOR PULL
(1) EA AUTO DOOR OPERATOR
(1) EA POWER SUPPLY
     EA POWER TRANSFER
(2) SET WEATHER SEAL
(2) EA DOOR SWEEP
(1) EA ADA THRESHOLD
(1) EA CYLINDER

NOTES:

1. * = HARDWARE PROVIDED BY STOREFRONT 

MANUFACTURER.

2. CARD READER ACCESS TIED TO FIRE ALARM SYSTEM.

HDW-02

(Storefront automatic double swing door w/ exit device)

DOORS:  101

(2) SET PIVOT SET*
(2) EA EXIT DEVICE
(2) EA DOOR PULL
(1) EA AUTO DOOR OPERATOR
(1) EA POWER SUPPLY
     EA POWER TRANSFER
(2) SET WEATHER SEAL
(2) EA DOOR SWEEP

NOTES:

1. * = HARDWARE PROVIDED BY STOREFRONT 

MANUFACTURER.

HDW-03

(Single swing door w/ card reader)

DOORS:  104B  108  115  118  134  150  153  160
169  173  176A  176B

(2) EA HINGE
(1) EA ELECTRIC HINGE
(1) EA ELEC. STOREROOM LOCKSET
(1) EA CLOSER
(1) SET GASKETING
(1) EA WALL STOP

NOTE:

1. CARD READER ACCESS TIED TO FIRE ALARM SYSTEM.

HDW-04

(Swing sound proof door.)

DOORS:  106  

(3) EA HINGE
(1) EA PASSAGE SET
(1) EA AUTODOOR BOTTOM
(1) EA WALL STOP
(1) SET GASKETING

HDW-05

(Swing swing door at wall center.)

DOORS:  107 

(3) EA HINGE
(1) EA OFFICE SET
(1) EA OVERHEAD STOP
(1) SET GASKETING

HDW-06

(Swing swing door near side wall.)

DOORS:  110  111  112  113  114  142  154  155  156
157  158  159  161  162  163  164  165  166  190

(3) EA HINGE
(1) EA OFFICE SET
(1) EA WALL STOP
(1) SET GASKETING

HDW-07

(Storefront swing door)

DOORS:  108E

(1) SET PIVOT SET*
(1) EA ENTRANCE SET
(1) EA CLOSER
(1) SET WEATHER SEAL
(1) EA DOOR SWEEP
(1) EA ADA THRESHOLD
(1) EA CYLINDER

NOTES:

1. * = HARDWARE PROVIDED BY STOREFRONT 

MANUFACTURER.

HDW-08  
(Out-swing door at Toilet)

DOORS: 109

(3) EA HINGE
(1) EA PRIVACY LOCKSET WITH 

OCCUPANCY INDICATOR
(1) EA OVERHEAD STOP
(1) SET GASKETING
(1) EA KICK PLATE

HDW-09  
(Staff Toilet)

DOORS: 120  128  151  152

(3) EA HINGE
(1) EA PRIVACY LOCKSET WITH 

OCCUPANCY INDICATOR
(1) EA WALL STOP
(1) SET GASKETING
(1) EA KICK PLATE

HDW-10

(Storefront swing door w/ card reader access)

DOORS:  115E

(1) SET PIVOT SET*
(1) EA ENTRANCE SET
(1) EA CLOSER
(1) SET WEATHER SEAL
(2) EA DOOR SWEEP
(1) EA ADA THRESHOLD
(1) EA CYLINDER

NOTES:

1. * = HARDWARE PROVIDED BY STOREFRONT 

MANUFACTURER.

2. CARD READER ACCESS TIED TO FIRE ALARM SYSTEM.

HDW-11

(Swing door at wall center with closer.)

DOORS:  116  

(3) EA HINGE
(1) EA PASSAGE SET
(1) EA CLOSER
(1) EA OVERHEAD STOP
(1) SET GASKETING

HDW-12

(Storefront double swing door)

DOORS:  116E  117EA  117EB  192E  193E  194E  195E

(2) SET PIVOT SET*
(1) EA ENTRANCE SET
(2) EA CLOSERS
(2) EA DOOR PULLS*
(1) EA MANUAL FLUSH BOLTS (INACTIVE LEAF)
(1) EA COORDINATOR
(2) SET WEATHER SEAL
(1) EA DOOR SWEEP
(1) EA CYLINDER

NOTES:

1. * = HARDWARE PROVIDED BY STOREFRONT 

MANUFACTURER.

HDW-13

(Swing door near side wall with closer.)

DOORS:  117A  117B  123  124  125  192  193  194  195

(3) EA HINGE
(1) EA PASSAGE SET
(1) EA CLOSER
(1) EA WALL STOP
(1) SET GASKETING

HDW-14

(Double swing door w/ lock at wall center at Storage)

DOORS: 117C  150A  169A  190A

(6) EA HINGE
(1) EA STOREROOM LOCKSET
(1) EA MANUAL FLASH BOLT
(1) EA DUST PROOF STRIKE
(2) EA OVERHEAD STOP

HDW-15

(Single swing door with storeroom lock)

DOORS: 119  126  130   145  174

(3) EA HINGE
(1) EA STOREROOM LOCKSET
(1) EA CLOSER
(1) EA WALL STOP
(1) SET GASKETING
(1) EA KICK PLATE

HDW-16

(Single swing door at wall center w/ card reader)

DOORS:  121  122

(2) EA HINGE
(1) EA ELECTRIC HINGE
(1) EA ELEC. STOREROOM LOCKSET
(1) EA CLOSER
(1) SET GASKETING
(1) EA OVERHEAD STOP

NOTE:

1. CARD READER TIED TO FIRE ALARM SYSTEM.

HDW-17

(Double swing door at Data/IT w/ card reader)

DOORS:  129

(5) EA HINGE
(1) EA ELECTRIC HINGE
(1) EA ELEC. STOREROOM LOCKSET
(2) EA CLOSER / OVERHEAD STOP
(1) EA COORDINATOR
(1) EA MANUAL FLASH BOLT
(1) EA DUST PROOF STRIKE
(1) SET GASKETING

NOTE:

1. CARD READER TIED TO FIRE ALARM SYSTEM.

HDW-18

(Exterior Service double door w/ exit device)

DOORS:  127E

(6) EA HINGE
(2) EA EXIT DEVICE
(2) EA DOOR PULL
(2) EA HOLD OPEN CLOSER
(1) SET GASKETING
(1) EA WALL STOP
(2) EA ARMOR PLATE
(1) EA RAIN DRIP
(1) EA ADA THRESHOLD
(1) EA CYLINDER

HDW-19

(In-swing door w/ emergency rescue hdwr. at Patient Toilet)

DOORS: 131  184  185  191

(1) SET EMERGENCY RESCUE HDWR.
(1) EA PRIVACY LOCKSET WITH 

OCCUPANCY INDICATOR
(1) EA WALL STOP
(1) SET GASKETING
(1) EA CYLINDER
(1) EA KICK PLATE

HDW-20

(Single swing door with storeroom lock)

DOORS: 130  137   

(3) EA HINGE
(1) EA STOREROOM LOCKSET
(1) EA CLOSER
(1) EA OVERHEAD STOP
(1) SET GASKETING
(1) EA KICK PLATE

HDW-21  
(Exterior service swing door)

DOORS: 146E  147E  

(3) EA HINGE
(1) EA STOREROOM LOCKSET
(1) EA CYLINDER
(1) EA CLOSER
(1) EA ARMOR PLATE
(1) SET GASKETING
(1) EA RAIN DRIP
(1) EA ADA THRESHOLD

HDW-22

(Exterior double swing utility door)

DOORS: 148E  149E 

(6) EA HINGE
(1) EA STOREROOM LOCKSET
(1) EA MANUAL FLASH BOLT
(2) EA CLOSER
(1) EA ASTRAGAL
(2) EA DOOR SWEEP
(1) EA ADA THRESHOLD
(2) EA ARMOR PLATE
(1) EA RAIN DRIP
(2) EA OVERHEAD STOP
(1) EA WEATHER SEAL

HDW-23

(Single swing door w/ exit device)

DOORS:  150E

(3) SET HINGE
(1) EA EXIT DEVICE
(1) EA CLOSER
(1) SET WEATHER SEAL
(2) EA DOOR SWEEP
(1) EA ADA THRESHOLD
(1) EA CYLINDER

HDW-24

(Swing door near side wall without closer.)

DOORS:  136  170  171  172  182  183

(3) EA HINGE
(1) EA PASSAGE SET
(1) EA WALL STOP
(1) SET GASKETING

HDW-25

(Single swing door w/ card reader)

DOORS:  173

(2) EA HINGE
(1) EA ELECTRIC HINGE
(1) EA ELEC. STOREROOM LOCKSET
(1) EA CLOSER
(1) SET GASKETING
(1) EA WALL STOP
(1) EA ARMOR PLATE

NOTE:

1. CARD READER ACCESS TIED TO FIRE ALARM SYSTEM.

HDW-26

(Barn door w/o lock.)

DOORS: 180

(1) SET BARN DOOR TRACK HARDWARE
(1) EA SOFT CLOSE DAMPENING SYSTEM
(1) SET ACOUSTIC MITIGATION SEALS
(2) EA PULLS

NOTE:

1. HARDWARE PROVIDED BY SLIDING BARN DOOR 

MANUFACTURER

HDW-27

(Barn door w/ card reader.)

DOORS: 108

(1) SET BARN DOOR TRACK HARDWARE
(1) EA SOFT CLOSE DAMPENING SYSTEM
(1) SET ACOUSTIC MITIGATION SEALS
(2) EA PULLS
(1) EA STOREROOM LOCK

NOTE:

1. HARDWARE PROVIDED BY SLIDING BARN DOOR 

MANUFACTURER

2. CARD READER ACCESS TIED TO FIRE ALARM SYSTEM.
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DOOR SCHEDULE,

DOOR & FRAME

TYPES

DOOR SCHEDULE
DOOR

#

ROOM DOOR INFORMATION FRAME INFORMATION FIRE

RATING

HARDWARE

GROUP COMMENTSNUMBER NAME TYPE MATERIAL FINISH GLAZING HEIGHT WIDTH THICKNESS TYPE MATERIAL FINISH

100E 100 VESTIBULE S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 01 SEE FRAME ELEVATION ON SHEET A50.01

101 101 MAIN LOBBY S2 ALUM BLACK
ANODIZED

GL-2 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 02 SEE FRAME ELEVATION ON SHEET A50.01

104A 104 SECURITY C1 WD <By Category> GL-5 7' - 0" 3' - 0" 1 3/4" 01 HM P 16

104B 104 SECURITY D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

106 106 ADMIN
CONFERENCE

D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 04

107 107 CFO D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 05

108 108 CHILD WATCH A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 03 ALUM P 27

108E E001 COVERED ENTRY S1 ALUM BLACK
ANODIZED

GL-4 8' - 0" 3' - 0" 1 3/4" 01 ALUM BLACK ANODIZED 07

109 109 CHILD TLT A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 08

110 110 OFFICE 04 D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

111 111 OFFICE 03 D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

112 112 CEO D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

113 113 OFFICE 01 D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

114 114 OFFICE 02 D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

115 115 HALL D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

115E 115 HALL S1 ALUM BLACK
ANODIZED

GL-4 8' - 0" 3' - 0" 1 3/4" 01 ALUM BLACK ANODIZED 10

116 116 STAFF LOUNGE B1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 11

116E 116 STAFF LOUNGE S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 12 SEE FRAME ELEVATION ON SHEET A50.01

117A 117 CONFERENCE D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 13

117B 117 CONFERENCE D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 13

117C 224 STO A2 WD <By Category> N/A 7' - 0" 6' - 0" 1 3/4" 01 HM P 14

117EA 117 CONFERENCE S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 12 SEE FRAME ELEVATION ON SHEET A50.01

117EB 117 CONFERENCE S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 12 SEE FRAME ELEVATION ON SHEET A50.01

118 118 HALL A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

119 119 STORAGE A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 15

120 120 STAFF TLT #1 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 09

121 121 PHARMACY A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 01 HM P 16

122 122 SAFE A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 02 HM P 16

123 123 DOSING 1 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 13

124 124 DOSING 2 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 13

125 125 DOSING 3 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 13

126 126 JANITOR A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 15

127E 127 HALL A2 HM P N/A 8' - 0" 6' - 0" 1 3/4" 01 HM P 18

128 128 STAFF TLT #2 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 09

129 129 IT/DATA A2 WD <By Category> N/A 7' - 0" 6' - 0" 1 3/4" 01 HM P 17

130 130 DELIVERIES /
GENERAL
STORAGE

A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 01 HM P 20

131 131 PAT. TLT #4 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" HM P 19

134 134 DENTAL / PC
WAITING

A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

136 136 DENTAL LAB A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 24

137 137 STORAGE A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 20

142 142 OFFICE A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

143 212 HALL A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

145 145 JANITOR A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 01 HM P 15

146E 146 MED GAS E1 HM P N/A 8' - 0" 3' - 0" 1 3/4" 01 HM P 21

147E 147 FIRE
SPRINKLER

A1 HM P N/A 8' - 0" 3' - 6" 1 3/4" 01 HM P 21

148E 148 ELEC A2 HM P N/A 8' - 0" 6' - 0" 1 3/4" 01 HM P 22

149E 149 MECH A2 HM P N/A 8' - 0" 6' - 0" 1 3/4" 01 HM P 22

150 150 HALL A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

150A 150A LNDRY A2 WD <By Category> N/A 7' - 0" 5' - 0" 1 3/4" 01 HM P 14

150E 150 HALL A1 HM P N/A 8' - 0" 3' - 0" 1 3/4" HM P 23

151 151 STAFF TLT #3 /
SHWR

A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 09

152 152 STAFF TLT A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 09

153 153 HALL A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

154 154 COUNSELING 09 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

155 155 COUNSELING 08 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

156 156 COUNSELING 10 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

157 157 COUNSELING 07 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

158 158 COUNSELING 11 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

159 159 COUNSELING 06 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

160 225 HALL D1 WD <By Category> GL-2 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

161 161 COUNSELING 05 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

162 162 COUNSELING 04 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

163 163 COUNSELING 03 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

164 164 COUNSELING 02 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

165 165 COUNSELING 01 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

166 166 COUNSELING 12 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

169 169 HALL A1 WD <By Category> N/A 8' - 0" 3' - 6" 1 3/4" 01 HM P 03

169A 169A CLOSET A2 WD <By Category> N/A 7' - 0" 6' - 0" 1 3/4" 01 HM P 14

170 170 BARIATRIC EXAM
#3

A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 01 HM P 24

171 171 EXAM #2 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 24

172 172 EXAM #1 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 24

173 173 SOILED UTILITY A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 01 HM P 25

174 174 CLEAN / MEDS A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 01 HM P 15

176A 176 HALL A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 03

176B 176 HALL A1 WD <By Category> N/A 7' - 0" 3' - 6" 1 3/4" 01 HM P 03

180 180 PROVIDER
OFFICE

A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 03 ALUM BLACK ANODIZED 26

182 182 UA TLT A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 24

183 183 UA TLT A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 24

184 184 PAT. TLT #1 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 19

185 185 PAT. TLT #2 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 19

190 190 SOCIAL WORKER A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 06

190A 190A CLOSET A2 WD <By Category> N/A 7' - 0" 5' - 0" 1 3/4" 01 HM P 14

191 191 PATIENT TLT #3 A1 WD <By Category> N/A 7' - 0" 3' - 0" 1 3/4" 01 HM P 19

192 192 GROUP 4 S1 ALUM BLACK
ANODIZED

GL-2 8' - 0" 2' - 9 5/8" 1 3/4" ALUM BLACK ANODIZED 13 SEE FRAME ELEVATION ON SHEET A50.01

192E 192 GROUP 4 S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 12 SEE FRAME ELEVATION ON SHEET A50.01

193 193 GROUP 3 S1 ALUM BLACK
ANODIZED

GL-2 8' - 0" 2' - 9 5/8" 1 3/4" ALUM BLACK ANODIZED 13 SEE FRAME ELEVATION ON SHEET A50.01

193E 193 GROUP 3 S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 12 SEE FRAME ELEVATION ON SHEET A50.01

194 194 GROUP 2 S1 ALUM BLACK
ANODIZED

GL-2 8' - 0" 2' - 11
75/128"

1 3/4" ALUM BLACK ANODIZED 13 SEE FRAME ELEVATION ON SHEET A50.01

194E 194 GROUP 2 S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 12 SEE FRAME ELEVATION ON SHEET A50.01

195 195 GROUP 1 S1 ALUM BLACK
ANODIZED

GL-2 8' - 0" 2' - 11 1/4" 1 3/4" ALUM BLACK ANODIZED 13 SEE FRAME ELEVATION ON SHEET A50.01

195E 195 GROUP 1 S2 ALUM BLACK
ANODIZED

GL-4 8' - 0" 6' - 0" 1 3/4" ALUM BLACK ANODIZED 12 SEE FRAME ELEVATION ON SHEET A50.01

1/4" = 1'-0"

DOOR & FRAME TYPES

DOOR HARDWARE GROUP

DOOR SCHEDULE GENERAL NOTE:

1. GL - #:  SEE "GLAZING SCHEDULE" ON SHEET A50.01 FOR GLASS TYPE.

REVISION SCHEDULE

hzorrozua
Greg Belding Signature.tif



1. REFERENCE FINISH PLAN OR FINISH SCHEDULE FOR TYPICAL ROOM FINISHES NOT SHOWN IN 

INTERIOR ELEVATIONS.

2. GRAPHIC REPRESENTATION OF MATERIALS AND/OR FIXTURES MAY NOT BE TO SCALE.

FINISH MATERIAL LIGHTING

T-1

OPEN TO 

RECEPTION

3
'-6

"

GATE

OPEN TO 

RECEPTION

OPEN TO LOBBY

HT-ADJ DESK, 

OFOI, TYP

MOBILE PED

SIGNAGE, PROVIDE BACKING

BASE

UC LIGHTING, 

TYP

SOAP DISP

PT DISP

UC FRIDGE

SAFE

SURFACE-MTD 

LIGHT FIXTURE

KNEE

SPACE

KNEE

SPACE
KNEE

SPACE

GLASS FILLER, TYP

METHADONE DISP

METHADONE DISP

GLASS FILLER, TYP

GLASS FILLER, TYP

2
'-6

"

SURFACE-MTD LIGHT 

FIXTURE, TYP

PASS-THRU, TYP

GLASS, TYP

FIN END, TYP

GL-5

HT-ADJ DESK, 

OFOI, TYP

WALL-MTD 

MONITORS; 

PROVIDE 

BACKING

GL-5 GL-5

COAT HOOKS
UC LIGHTING, TYP

LOCKED 

CABINET

PASS-THRU

TRASH 

GROMMET IN 

COUNTER
MIRROR

FLAT PANEL

TRASH CAN

GLASS

7
'-0

"

4'-0"

OPEN TO LOBBY
HT-ADJ DESK, 

OFOI, TYP

GATE

MOBILE PED
LRG WALL-MTD TV, PROVIDE 

BACKING, PWR/DATA

2
'-6

"

LOCKED 

CABINET

PASS-THRU

TRASH 

GROMMET IN 

COUNTER
MIRROR

KNEESPACE

TRASH CAN

GLASS
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INTERIOR

ELEVATIONS

NOTES & LEGEND - INTERIOR ELEVATIONS

1/4" = 1'-0"
2

RECEPTION  - WEST
1/4" = 1'-0"

3
RECEPTION  - NORTH

1/4" = 1'-0"
5

RECEPTION - SOUTH
1/4" = 1'-0"

1
DOSING ROOM DOORS

1/4" = 1'-0"
15

PHARMACY - WEST
1/4" = 1'-0"

16
PHARMACY - SOUTH

1/4" = 1'-0"
17

PHARMACY - EAST

1/4" = 1'-0"
8

SECURITY - SOUTH
1/4" = 1'-0"

9
SECURITY - EAST

1/4" = 1'-0"
10

SECURITY - NORTH
1/4" = 1'-0"

7
SECURITY - WEST

1/4" = 1'-0"
14

TYP. DOSING - WEST
1/4" = 1'-0"

13
TYP. DOSING - NORTH

1/4" = 1'-0"
12

TYP. DOSING - EAST

1/4" = 1'-0"
6

RECEPTION - EAST
1/4" = 1'-0"

4
MAIN LOBBY - WEST

1/4" = 1'-0"
18

HALL - NORTH

1/4" = 1'-0"
11

DOSING 3 - NORTH

REVISION SCHEDULE



PROJECTION SCREEN, 
SMART BOARD, OR TV

"SUPER GRAPHIC" ON WALLCOVERING

COAT HOOK BABY CHANGING STATION
(RM. 191 ONLY)

BASE

SOAP 
DISP

PT DISP

MIRROR
36" GB

SEAT COVER DISP

INSULATE EXPOSED 
PLUMBING, TYP

BASE

42" GB

18" GB

TP DISP

SANITARY DISPOSAL

OPEN TO 
HALL

CHAIR RAIL

BASE

COAT HOOKS

BASE

SHOWER SEAT

SHOWER CURTAIN & 
ROD

TP DISP

SANITARY 
DISPOSAL

42" GB

18" GB

INSULATE EXPOSED 
PLUMBING

BASE

SEAT COVER DISPPT DISP

MIRROR

SOAP DISP

UC FRIDGE WATER COOLER

FAUCET

GLOVES

BASE

MOP SINK

MOP SINK

MOP RACK

(5) 12"D ADJ. SHELVES ON 
BRACKETS & STANDARDS
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INTERIOR

ELEVATIONS

1/4" = 1'-0"
2

GROUP ROOM DOORS

1/4" = 1'-0"
3

TYP. GROUP RM - WEST
1/4" = 1'-0"

4
TYP. GROUP RM - SOUTH

1/4" = 1'-0"
5

TYP. GROUP RM - EAST
1/4" = 1'-0"

6
TYP. GROUP RM - NORTH

1/4" = 1'-0"
7

TYP. PATIENT TLT - 'D' WALL
1/4" = 1'-0"

8
TYP. PATIENT TLT - 'C' WALL

1/4" = 1'-0"
9

TYP. PATIENT TLT - 'B' WALL
1/4" = 1'-0"

10
TYP. PATIENT TLT - 'A' WALL

1/4" = 1'-0"
1

DOSING & COUNSELING WTG - EAST

1/4" = 1'-0"
13

STAFF TLT/SHWR - WEST
1/4" = 1'-0"

14
STAFF TLT/SHWR - SOUTH

1/4" = 1'-0"
15

STAFF TLT/SHWR - EAST
1/4" = 1'-0"

16
STAFF RESPITE - EAST

1/4" = 1'-0"
17

STAFF RESPITE - WEST

1/4" = 1'-0"
11

JANITOR 145 - EAST
1/4" = 1'-0"

12
JANITOR 145 - NORTH

REVISION SCHEDULE



WALL TREATMENT

INSTRUMENT 

RAIL

WHITEBRD
CLOCK

WALL PHONE

WHITEBRD

COAT HOOKS

BASE

SMART BOARD, 

PROVIDE BLOCKING

FRIDGE FRIDGE

UC LIGHTING, TYP

SOAP DISP

OVEN/

RANGE

PT ROLL

DW

END PANEL

MICROWAVE

COAT HOOKS

WHITEBRD/TKBRD

WATER 

COOLER

WALL-MTD TV

TRASH

RECYCLE

MAGAZINE HOLDER SOAP DISP

UC LTG, TYP

PT DISP

MIRROR CUBICLE CURTAIN

UPPERS TO HAVE 

KEYPAD LOCKSWALL-MTD COMPUTER 

ARM, PROVIDE BACKING

CUBICLE CURTAIN

COAT HOOK

HT-ADJ DESK, 

OFOI, TYP

KNEESPACE KNEESPACE

UC LIGHTING, TYP

BASE

ARTWORK, TYP

INSULATE EXPOSED 

PLUMBING, TYP

PT DISP

SOAP DISP

COAT HOOKS

OPEN TO NURSE 

STATION

COAT HOOK

SOAP DISP

PT DISP

GLOVE DISP

SHARPS

SCALE, OFOI

GRAB BAR

COAT HOOKS

BASE

UC LTG, TYP

SOAP DISP

PT DISP

UPPER CABINETS 

TO HAVE KEYPAD 

LOCKS

FREESTANDING 

SUPPLY RACK

UC FRIDGE, LOCKING
FIN END PANEL

SOAP DISP

PT DISP

AUTOCLAVE UC LIGHTING, TYP
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INTERIOR

ELEVATIONS

1/4" = 1'-0"
16

STAFF BREAKOUT AREA
1/4" = 1'-0"

13
TYP. EXAM RM - EAST

1/4" = 1'-0"
18

ADMIN CONF - EAST
1/4" = 1'-0"

19
ADMIN CONF - NORTH

1/4" = 1'-0"
20

ADMIN CONF - WEST
1/4" = 1'-0"

17
ADMIN CONF - SOUTH

1/4" = 1'-0"
22

STAFF LOUNGE - EAST
1/4" = 1'-0"

21
STAFF LOUNGE - SOUTH

1/4" = 1'-0"
23

STAFF LOUNGE - WEST

1/4" = 1'-0"
14

TYP. EXAM RM - NORTH
1/4" = 1'-0"

12
TYP. EXAM RM - SOUTH

1/4" = 1'-0"
15

TYP. EXAM RM - WEST

1/4" = 1'-0"
2

PC NURSE STATION - EAST
1/4" = 1'-0"

3
PC NURSE STATION - NORTH

1/4" = 1'-0"
5

PC NURSE STATION - SOUTH
1/4" = 1'-0"

4
PC NURSE STATION - WEST

1/4" = 1'-0"
1

PC NURSE STATION - OUTSIDE
1/4" = 1'-0"

6
PHLEBOTOMY - EAST

1/4" = 1'-0"
7

PHLEBOTOMY - NORTH

1/4" = 1'-0"
8

HEIGHT & WEIGHT - SOUTH
1/4" = 1'-0"

9
CLEAN / MEDS - EAST

1/4" = 1'-0"
10

SOILED - WEST
1/4" = 1'-0"

11
SOILED - SOUTH

REVISION SCHEDULE



COAT HOOKS, TYP

PROJECTION SCREEN OR SMARTBOARD; 
PROVIDE BLOCKING, TYP

OPEN TO 
CHECK-IN

MAGAZINE RACK

TRASH & RECYCLE BINS

OPEN TO 
HALL

HT-ADJ DESK, 
OFOI, TYP

OPEN TO WTG

MOBILE PED, TYP

KNEE 
SPACE

PRINTER

UC LTG, TYP

TKBRD

OPEN TO 
HALL

UC LIGHTING, TYP

PT DISP

SOAP DISPUC .LIGHTING, TYP

WINDOW

AUTOCLAVE

DW

UC LIGHTING, 
TYP

PT DISP

SOAP DISP
(5) 12"D ADJ SHELVES ON 
BRACKETS & STDS., TYP

1'
-0

"
7'

-0
"

INSULATE EXPOSED PLUMBING

CHANGING 
TABLE

UC LTG, TYP

UC FRIDGE

UC LTG, TYP

CRIB
BASE

TRASH

18" GB

42" GB

TP DISP

WAINSCOT

5'
-0

"
6"

INSULATE 
EXPOSED 
PLUMBING , TYP

PT DISP

MIRROR

SEAT COVER DISP

BABY CHANGING 
STATION

SOAP DISP

WAINSCOT

COAT HOOK

KNEESPACE
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1/4" = 1'-0"
1

CONFERENCE - WEST
1/4" = 1'-0"

2
CONFERENCE - SOUTH

1/4" = 1'-0"
3

DENTAL/PC CHECK-IN - OUTSIDE
1/4" = 1'-0"

4
DENTAL/PC WAITING - NORTH

1/4" = 1'-0"
6

DENTAL/PC CHECK-IN - NORTH
1/4" = 1'-0"

7
DENTAL/PC CHECK-IN - WEST

1/4" = 1'-0"
5

DENTAL/PC CHECK-IN - EAST
1/4" = 1'-0"

8
DENTAL/PC CHECK-IN - SOUTH

1/4" = 1'-0"
9

DENTAL LAB - WEST
1/4" = 1'-0"

10
DENTAL LAB - SOUTH

1/4" = 1'-0"
11

STERILIZATION - NORTH
1/4" = 1'-0"

12
STERILIZATION - WEST

1/4" = 1'-0"
13

STORAGE 137 - TYP
1/4" = 1'-0"

14
CHILD WATCH - SOUTH

1/4" = 1'-0"
15

CHILD WATCH - NORTH

1/4" = 1'-0"
16

CHILD TLT - SOUTH
1/4" = 1'-0"

17
CHILD TLT - EAST

1/4" = 1'-0"
18

CHILD TLT - NORTH
1/4" = 1'-0"

19
CHILD TLT - WEST

1/4" = 1'-0"
20

CHILD WATCH - WEST

REVISION SCHEDULE



1. WALL FINISHES TRANSITION AT INSIDE CORNERS, TYP UNO. 
2. FLOORING TRANSITIONS FALL UNDER DOOR LEAF, TYP UNO.

FLOOR FINISH TRANSITIONFIN-1 FIN-2

TRANSITION LINE

ACCENT WALL FINISH EXTENT

ROOM TAG W/ TYPICAL FINISHES

WALL FINISH

WALL BASE

FLOOR FINISH

ANNOTATION

FINISH DIRECTION

ROOM NAME

###

FIN-1
FIN-2
FIN-3

FINISHES

CORNER GUARD

WALL GUARD

FLOOR FINISH LEGEND

CONCR

CPT-1

SHEET VINYL

T-1

T-2

VINYL TILE

WO-1

1

1

2

2

3

3

4

4

5

5

7

7

9

9

10

10

12

12

A A

C C

D D

E E

F F

G G

H H

J J

K K

B B

6

6

8

8

11

11

(TILE)

(TILE)

(WALK-OFF CARPET)
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FINISH PLAN

NOTES & LEGEND - FINISH PLAN

N

1/8" = 1'-0"
1

LEVEL 1 - FINISH PLAN
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FINISH SCHEDULE BY ROOM
ROOM INFORMATION FINISH INFORMATION, TYP. U.N.O.

NOTES MARKNUMBER NAME WALL BASE FLOOR CEILING

100 VESTIBULE WB-1 WO-1

101 MAIN LOBBY WB-1 T-1

103 RECEPTION WB-1 T-2

104 SECURITY P-1 WB-2 VINYL TILE

105 HALL WB-1 CPT-1

106 ADMIN CONFERENCE WB-1 CPT-1

107 CFO P-1 WB-1 CPT-1

108 CHILD WATCH WB-2 VINYL TILE

108 CHILD WATCH WO-1

109 CHILD TLT 6" SELF COVE SHEET VINYL

110 OFFICE 04 P-1 WB-1 CPT-1

111 OFFICE 03 P-1 WB-1 CPT-1

112 CEO P-1 WB-1 CPT-1

113 OFFICE 01 P-1 WB-1 CPT-1

114 OFFICE 02 P-1 WB-1 CPT-1

115 HALL WB-2 WO-1

115 HALL VINYL TILE

116 STAFF LOUNGE WB-2 VINYL TILE

117 CONFERENCE WB-1 CPT-1

118 HALL WB-2 VINYL TILE

119 STORAGE P-1 WB-2 VINYL TILE

120 STAFF TLT #1 6" SELF COVE SHEET VINYL

121 PHARMACY P-1 WB-1 SHEET VINYL

122 SAFE P-1 WB-1 SHEET VINYL

123 DOSING 1 P-1 WB-2 T-2

124 DOSING 2 P-1 WB-2 T-2

125 DOSING 3 P-1 WB-2 T-2

126 JANITOR P-1 / WP-1 6" SELF COVE SHEET VINYL

127 HALL WB-2 VINYL TILE

127 HALL WO-1

128 STAFF TLT #2 6" SELF COVE SHEET VINYL

129 IT/DATA P-1 WB-1 CONCR

130 DELIVERIES / GENERAL STORAGE P-1 / WP-1 WB-2 VINYL TILE

131 PAT. TLT #4 T-3 T-2

132 VENDING WB-1 T-2

133 HALL WB-1 T-1

133 HALL T-2

134 DENTAL / PC WAITING WB-1 T-1

135 PAN P-1 WB-1 VINYL TILE

136 DENTAL LAB P-1 WB-1 SHEET VINYL

137 STORAGE P-1 WB-1 SHEET VINYL

138 STERILIZATION P-1 WB-2 SHEET VINYL

139 OPERATORY #1 WB-2 VINYL TILE

140 OPERATORY #2 WB-2 VINYL TILE

141 OPERATORY #3 WB-2 VINYL TILE

142 OFFICE P-1 WB-1 CPT-1

143 STAFF RESPITE WB-2 VINYL TILE

144 DENTAL / PC CHECK-IN WB-2 VINYL TILE

145 JANITOR P-1 / WP-1 6" SELF COVE SHEET VINYL

146 MED GAS P-1 CONCR

147 FIRE       SPRINKLER P-1 CONCR

148 ELEC P-1 CONCR

149 MECH P-1 CONCR

150 HALL WB-2 VINYL TILE

150 HALL WO-1

150 HALL VINYL TILE

150A LNDRY P-1 6" SELF COVE SHEET VINYL

151 STAFF TLT #3 / SHWR 6" SELF COVE SHEET VINYL

152 STAFF TLT 6" SELF COVE SHEET VINYL

153 HALL WB-2 CPT-1

154 COUNSELING 09 P-2 WB-1 CPT-1

155 COUNSELING 08 P-2 WB-1 CPT-1

156 COUNSELING 10 P-2 WB-1 CPT-1

157 COUNSELING 07 P-2 WB-1 CPT-1

158 COUNSELING 11 P-2 WB-1 CPT-1

159 COUNSELING 06 P-2 WB-1 CPT-1

160 HALL WB-2 CPT-1

161 COUNSELING 05 P-2 WB-1 CPT-1

162 COUNSELING 04 P-2 WB-1 CPT-1

163 COUNSELING 03 P-2 WB-1 CPT-1

164 COUNSELING 02 P-2 WB-1 CPT-1

165 COUNSELING 01 P-2 WB-1 CPT-1

166 COUNSELING 12 P-2 WB-1 CPT-1

169 HALL WB-2 VINYL TILE

169A CLOSET P-1 WB-2 VINYL TILE

170 BARIATRIC EXAM #3 WB-2 VINYL TILE

171 EXAM #2 WB-2 VINYL TILE

172 EXAM #1 WB-2 VINYL TILE

173 SOILED UTILITY P-1 / WP-1 6" SELF COVE SHEET VINYL

174 CLEAN / MEDS P-1 WB-2 VINYL TILE

175 PHLEBOTOMY WB-2 VINYL TILE

176 HALL WB-2 VINYL TILE

180 PROVIDER OFFICE P-1 WB-1 CPT-1

181 NURSE STATION / LAB WB-2 VINYL TILE

182 UA TLT 6" SELF COVE SHEET VINYL

183 UA TLT 6" SELF COVE SHEET VINYL

183 DOSING & COUNSELING WAITING WB-2 T-2

184 PAT. TLT #1 T-3 T-2

185 PAT. TLT #2 T-3 T-2

190 SOCIAL WORKER P-1 WB-1 CPT-1

190A CLOSET P-1 WB-1 CPT-1

191 PATIENT TLT #3 T-3 T-2

192 GROUP 4 WB-2 VINYL TILE

193 GROUP 3 WB-2 VINYL TILE

194 GROUP 2 WB-2 VINYL TILE

195 GROUP 1 WB-2 VINYL TILE

INTERIOR FINISH LEGEND
TAG MATERIAL MANUFACTURER PRODUCT NOTES

BASE

WB-1 WALL BASE

WB-2 WALL BASE

WB-3 WALL BASE

CARPET

CPT-1 CARPET, MODULAR

CPT-2 CARPET, MODULAR

WO-1 WALK-OFF CARPET, MODULAR

CASEWORK

PLAM-1 HIGH PRESSURE PLASTIC LAMINATE

PLAM-2 HIGH PRESSURE PLASTIC LAMINATE

PLAM-3 HIGH PRESSURE PLASTIC LAMINATE

PLAM-4 HIGH PRESSURE PLASTIC LAMINATE

SOL-1 SOLID SURFACING

SOL-2 SOLID SURFACING

CEILING

ACT-1 ACOUSTICAL CEILING TILE

ACT-2 ACOUSTICAL CEILING TILE, WOOD ARMSTRONG WOODWORKS

ACT-3 ACOUSTICAL CEILING TILE ARMSTRONG OPTIMA PLANKS, TEGULAR, 6"X60"

MISC

CC-1 CUBICLE CURTAIN & TRACK FABRIC: TBD

PAINT

P-1 INTERIOR PAINT

P-2 INTERIOR PAINT

P-3 INTERIOR PAINT

P-4 INTERIOR PAINT

P-5 INTERIOR PAINT

RESILIENT

RES-1 VINYL FLOORING, MODULAR

RES-2 VINYL FLOORING, MODULAR

RES-3 VINYL FLOORING, SHEET

WALL COVERING

WC-1 VINYL WALL COVERING

WC-2 VINYL WALL COVERING

WC-3 VINYL WALL COVERING

WALL PROTECTION

CG-1 CORNER GUARD

CG-2 CORNER GUARD

WP-1 WALL PROTECTION

WP-2 WALL PROTECTION

TILE

T-1 TILE, PORCELAIN

T-2 TILE, PORCELAIN

T-3 TILE, PORCELAIN TILE COVE BASE

REVISION SCHEDULE
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1. CONTRACTOR TO FURNISH AND INSTALL FURNITURE AND/OR EQUIPMENT UNO.
2. 

5'-0" CIRCULAR
TURNING AREA

ROOM NUMBER

TYPICAL ROOM TAG

ANNOTATION TAG CLEARANCES

30" X 48" CLEAR 
FLOOR SPACE

ROOM NAME

###

1

1

2

2

3

3

4

4

5

5

7

7

9

9

10

10

12

12

A A

C C

D D

E E

F F

G G

H H

J J

K K

CEO

112

OFFICE 01

113

OFFICE 02

114

OFFICE 03

111

OFFICE 04

110

CHILD TLT

109

ADMIN
CONFERENCE

106

SECURITY

104

STAFF TLT #1

120

DOSING 3

125

STAFF LOUNGE

116

CONFERENCE

117

STAFF TLT #2

128

DELIVERIES /
GENERAL
STORAGE

130

ELEC

148

MECH

149

COUNSELING 08

155

COUNSELING 06

159

STAFF TLT #3 /
SHWR

151

PAT. TLT #2

185

COUNSELING 02

164
COUNSELING 03

163

COUNSELING 04

162

COUNSELING 05

161

GROUP 1

195

GROUP 2

194

GROUP 3

193
VESTIBULE

100

OFFICE

142
OPERATORY #3

141

OPERATORY #2

140

HALL

127

HALL

150

HALL

160

HALL

153

DOSING 2

124

PHARMACY

121

HALL

118

HALL

115

HALL

105

PAT. TLT #1

184

GROUP 4

192

STAFF TLT

152

COUNSELING 07

157

IT/DATA

129

COUNSELING 09

154

COUNSELING 10

156

COUNSELING 11

158

JANITOR

145

MED GAS

146

PAT. TLT #4

131

STERILIZATION

138
STORAGE

137

OPERATORY #1

139

DENTAL LAB

136

STAFF RESPITE

143

PAN

135

COUNSELING 12

166

PHLEBOTOMY

175

EXAM #1

172

EXAM #2

171

BARIATRIC EXAM
#3

170

SOILED UTILITY

173

CLEAN / MEDS

174

UA TLT

183

SOCIAL WORKER

190

DOSING 1

123
SAFE

122

COUNSELING 01

165

JANITOR

126

PATIENT TLT #3

191

UA TLT

182 PROVIDER
OFFICE

180

LNDRY

150A

RECEPTION

103

CHILD WATCH

108

CFO

107

STORAGE

119

CLOSET

190A

CLOSET

169A

HALL

212

DENTAL / PC
CHECK-IN

144

NURSE STATION
/ LAB

181

HALL

169

HALL

176

DOSING &
COUNSELING

WAITING

183

DENTAL / PC
WAITING

134

COVERED ENTRY

E001

COVERED
OUTDOOR AREA

E003

COVERED
OUTDOOR AREA

E004

COVERED
OUTDOOR AREA

E005

VENDING

132

STO

224

HALL

225

MAIN LOBBY

101

HALL

227

HALL

133

FIRE
SPRINKLER

147

COVERED ENTRY

E006

B B

6

6

8

8

11

11

VM-1 VM-1

TCL-1

TCL-1 TCL-1 DADJ-1 DADJ-1DADJ-1

GB-1

SD-1

MR-1

PTD-1

TPD-1

SCD-1

FR-1

TKB-1 CH-1

TVB-1

TVB-1

TVB-1

TVB-1 TVB-1

BCS-1

MON-1

WPH-1

CH-1

MON-1 MON-1

WHB-1

PRJ-1

CH-1CH-1

FR-1

WCO-1

SD-1

CH-1

CH-1

CH-1

CH-1 CH-1 CH-1

KIO-1

MON-1

KIO-1

KIO-1

KIO-1

RC-1

TC-1

PTD-1

OVE-1

DSHW-1

WCO-1

SD-1

SD-1

MR-1

PTD-1

SCD-1

GB-1

TPD-1

CH-1

GB-1 GB-1

GB-1 GB-1

TPD-1 TPD-1

MR-1 MR-1

PTD-1 PTD-1

SD-1SD-1CH-1 CH-1

SND-1 SND-1

GB-1

TPD-1
SND-1

BCS-1

PTD-1
MR-1SD-1CH-1

PTD-1

SD-1

MR-2

PRN-1

TKB-1

SD-1

ACL-1

SD-1

PTD-1

WHB-2

STR-1

DSHW-1

PTD-1

SD-1

PRN-1

PRN-1

TKBS-1

MR-1 MR-1

SD-1 SD-1

GB-1
GB-1

TPD-1

SND-1

TPD-1

SND-1

WD-1

GB-1

TPD-1

SCD-1

SD-1

PTD-1

TPD-1

ADMIN 
ASSISTANT

WORKSTATIONS

C
O

P
Y

 A
R

E
A

INFANT AREA

TKB-1

MGZ-1

SCD-1

SH-1

GLB-1

CH-1

SCL-1

PTD-1

SD-1

CH-1

CH-1

CH-1

CH-1

SD-1

RC-1TC-1

MGZ-1

CH-1

DADJ-2

DADJ-2

DADJ-1

DADJ-1

DADJ-1

SF-1

DADJ-1

TKB-1

TC-1

CH-1

CH-1

CH-1TC-1

RC-1 FR-2

FR-2

WS-1

CH-1

CH-1 CH-1

PRN-1

TKBS-1

FR-1

CH-1
CH-1

FR-3

PTD-1
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EQUIPMENT PLAN

EQUIPMENT SCHEDULE

EQUIP # Type MANUFACTURER MODEL ORIGIN FURN. / INSTALL.

EQUIPMENT SIZE

PWR DATA E-PWR PLUMB. REQ. BACKING REQ. NOTESWIDTH DEPTH HEIGHT

ACL-1 AUTOCLAVE NEW OFOI YES -- --

BCS-1 BABY CHANGING STATION Bobrick Washroom Equipment, Inc. KB110-SSWM NEW CFCI -- -- -- -- YES

CH-1 COAT HOOK BOBRICK SURFACE-MOUNTED DOUBLE ROBE HOOK B-6727, SATIN FINISH STAINLESS
STEEL

NEW -- -- -- --

CLK-1 CLOCK NEW OFOI -- -- -- -- --

DADJ-1 HT-ADJ DESK

DADJ-2 HT-ADJ DESK-60" NEW OFOI YES -- -- -- --

DSHW-1 DISHWASHER

FEC-R FEC-R (Semi Recessed) CFCI

FR-1 UC FRIDGE AVANTI 4.4 CU FT COUNTERHIGH REFRIGERATOR #AR4456SS; STAINLESS
STEEL/BLACK

YES -- -- --

FR-2 FRIDGE NEW YES -- -- --

FR-3 UC FRIDGE-MEDS NEW OFOI YES -- -- -- -- LOCK, TEMPERATURE MONITOR

GB-1 Wheelchair Accessible 60"

GLB-1 GLOVE BOX HOLDER

GLD-1 3 Boxes

MC-1 MICROWAVE KENMORE 1.6 CU FT COUNTERTOP MICROWAVE OVEN #76982; COLOR: WHITE NEW

MGZ-1 MAGAZINE HOLDER -- -- -- --

MON-1 MONITOR-WALL OFCI YES YES -- -- YES

MON-2 MONITOR-WALL-SMALL OFCI YES YES -- -- YES

MR-1 MIRROR-LRG NEW CFCI

MR-2 MIRROR-SM NEW CFCI

OVE-1 OVEN / RANGE NEW

PRJ-1 OVERHEAD PROJECTOR

PRN-1 PRINTER TBD OFOI

PTD-1 PAPER TOWEL DISPENSER Bobrick B-2621 NEW OFCI

RC-1 RECYCLE CAN OFOI

SCD-1 SEAT COVER DISPENSER BOBRICK CONTURA SERIES #B-4221; SATIN FIN. STAINLESS STEEL NEW CFCI -- -- -- --

SCL-1 SCALE OFOI

SD-1 SOAP DISPENSER Bobrick B-2111 NEW OFCI -- -- -- --

SF-1 NARCOTICS SAFE NEW OFOI

SH-1 12W 14H 5D

SND-1 SANITARY DISPOSAL Bobrick B-270 NEW CFCI -- -- -- --

STR-1 STERILIZER OFOI YES --

TC-1 TRASH CAN OFOI -- --

TCL-1 TRASH CAN - DOSING OFOI -- -- -- --

TKB-1 --

TKBS-1 TACKBOARD SMALL

TPD-1 TOILET PAPER DISPENSER Bobrick B-2892 NEW CFCI -- -- -- --

TVB-1 TV BRACKET

VM-1 VENDING MACHINE

WCO-1 WATER COOLER BOTTLED OFOI -- --

WD-1 WASHER/DRYER YES -- YES --

WHB-1 WHITEBOARD -- -- -- --

WHB-2 WHITEBOARD 36" -- -- -- --

WPH-1 WALL PHONE OFOI

WS-1 WORKSTATION, COMPUTER NEW OFOI YES YES -- YES

NOTES & LEGEND - FURNITURE/ EQUIPMENT PLAN

N

1/8" = 1'-0"
1

LEVEL 1 - EQUIPMENT PLAN

REVISION SCHEDULE
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